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Recently, the wind power penetration into power systems has been 
increased. The increase in installing wind capacity in the network 
introduces different challenges to the operation and planning of the 
network. Nevertheless, wind generation is relied on the wind speed at 
a specified instant, which is not easy to forecast in advance. The 
stochastic nature of wind makes its planning a complex problem and 
therefore there is a need for the existing analytical methods to model 
the uncertainties related to wind speed properly. 
In this chapter, the motivation for the developed methods, a 
comprehensive literature review and the main contributions of this 
thesis are described. In addition, the outline of the thesis is provided 
and the published papers are also listed. 
 
1.2 Background and Motivation  
 
Wind power is one of the most important types of renewable 
energy sources (RES) for electricity generation in order to reach aims 
such as the reduction of carbon-dioxide emission, energy autonomy 
and improved infrastructure reliability.  
The intermittent nature of wind introduces some technical and 
economic challenges that must be overcome in order to integrate wind 
turbines (WTs) into the electricity networks. Moreover, wind producer 
has to hedge against the uncertainty and balance the profit variability 
because of significant wind unpredictability. 
The market organization must provide mechanisms to cover 
energy imbalances caused by wind generation in competitive markets. 
Wind producers should be able to reduce the costs of imbalances 
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throughout a market participation that allows them to reinforce their 
competitiveness. 
The impact of uncertainty in wind production can be eliminated by 
a balancing mechanism in order to compensate the uncertainty of wind 
power production. Generally, the balancing mechanism is supported 
by expensive energy sources such as combined cycle gas turbines. 
Therefore, a main concern of wind producers is that of decreasing the 
need for energy balancing [1]. 
Many European countries follow strategies to increase the 
exploitation of wind energy through incentives and financial 
alternatives. WTs integration into the grid creates several challenges 
to distribution network operators (DNOs) such as voltage deviation, 
power losses and voltage stability [2]. This is mainly due to the 
mismatch between the WTs place and the potential of local grid to site 
the new distributed generators (DGs) in the network. 
Hence, appropriate placement of DGs in distribution networks has 
an important role in the improvement of the system operation. The 
optimal allocation of DGs is one of the most significant aspects for the 
distribution system planning. 
The major role of a DNO is to supply loads at an acceptable 
voltage and loading level. A DNO has to develop a rational operating 
strategy taking into account dispatching DGs, interrupting loads, and 
purchasing power from the wholesale market while keeping system 
security. In some cases, DNOs play the role of retailers which buy 
power on the wholesale market at volatile prices and sell it again at 
fixed tariffs to small consumers. DNOs and retailers are separate 
market entities with different purposes, networks, and sizes [3]. 
European Directives 2005/89/EC and 2003/54/EC imply that 
DNOs should take into consideration the DG placement for planning 
the expansion of distribution systems. Nevertheless, they do not 
determine how this will be implemented without coordination between 
the planners of distribution system and the generation companies. 
Since the current capacity of distribution system will not be sufficient 
to deliver the required generated power, different rules have been 
provided in which a utility is permitted to locate DGs at strategic 
places on the grid to defer the cost of network upgrade and reduce 
energy supply costs at peak hours [3].  
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Supposing that the DNOs aim is to maximize their benefits, two 
diverse regulatory cases can be taken into account: 1) DG-owning 
DNO – permitted to possess DG and can exploit the financial benefits 
considering new generation as a choice for distribution system 
investments, 2) Unbundled DNO – forbidden to own DG but it can 
maximize the financial profits considering a number of incentives [4].  
The US method for the ownership of DG is driven by the 
conventional structure of distribution networks in which they are 
responsible for supplying consumers throughout purchasing power 
from various sources besides possessing and operating the wires. The 
financial profits of DG placement to the utility from deferred 
generation and distribution investments are well recognized and 
utilities are permitted to place DG at optimal places in the network to 
defer costs of network upgrade [5].  
On the other hand, WTs are typically located in remote and rural 
areas. In these areas, the feeders are long and operated at a low or 
medium voltage level characterized by a high R/X ratio and 
unbalanced voltage situations. Furthermore, weak grids are usually 
referred to have a 'low short-circuit level' or a ‘low fault level'. In a 
weak network a change in either active or reactive power can cause a 
considerable change in the voltage. The impact relies on the strength 
of the network and the output power of the WTs [6]. Integration of 
WTs into weak grids will cause the steady state voltage level to go 
beyond its acceptable limits. Therefore, it can be a constraint for the 
exploitation of wind energy resources. Another constraint is related to 
the effect of the power generated by WTs on the voltage quality. 
Voltage level limitations and accurate control systems are required to 
control voltage variations as well as to improve voltage quality [7]. 
In this dissertation, various methods are utilized for planning, 
management and control of distribution networks with high 
penetration of WTs.  
 
1.3 Literature Review  
 
Optimal planning methods of distribution networks comprise 
deterministic and probabilistic methods. In section 1.3.1, previous 
works that have been carried out to seek the optimal capacities and 
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locations of DGs with deterministic and probabilistic methods are 
reviewed. In Section 1.3.2, the methods of control and management of 
distribution networks during voltage variations are reviewed.  
 
1.3.1 Optimal Planning of Distribution Networks with 
DG 
 
1.3.1.1  Deterministic Methods 
 
In [8,9], the authors proposed a genetic algorithm (GA)-based 
method to determine the optimal sizes and locations of multiple DGs 
in order to minimize the network losses considering network 
constraints. In [10], a Tabu search method to obtain the optimal sizes 
and locations of DGs has been proposed. In [11], the authors proposed 
a cost based model to allocate DGs in distribution networks in order to 
minimize DG investment and total operation costs of the network. The 
objective function is solved using an Ant Colony Optimization 
method. In [12], a novel method for optimal allocation of DGs in 
distribution systems to minimize the network losses and to guarantee 
the acceptable reliability level and voltage profile has been proposed. 
A particle swarm optimization (PSO) based method for DG placement 
has been proposed in [13]. The main advantage of this method is that 
it can be easily implemented and typically the results obtained by this 
method are converged faster than GA. In [14-16], the use of active 
management schemes such as the coordinated voltage regulation of 
on-load tap-changers and the power factor control of DGs, including 
WTs and diesel generators, integrated in the optimal power flow 
(OPF) for the optimization of objective function have been 
investigated. In [17] an optimization technique is suggested to 
establish the maximum wind power injected into the grid with fixed 
transmission capacity taking into account the network security. In 
[18], a numerical algorithm is proposed to estimate the maximum 
wind energy exploitation in independent electric island networks. In 
[19], the differences in the improvement patterns of offshore wind 
power in Europe and US are discussed. In [20] the authors provided 
an investigation for the wind power investment in Turkey inspiring the 
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interest of wind investment and evaluating the wind generation costs 
in this country. In [21], a linear programming model is suggested to 
specify the optimal technology mix, taking into account wind power 
production as a negative load that influences the variability of the load 
profile and therefore the network operation.  
 
1.3.1.2 Probabilistic Methods 
 
In [22], a stochastic formulation of load margin considering power 
injection uncertainty from RES into the network was proposed. In 
[23], the authors proposed a single auction market model to evaluate 
the effect of wind production on market prices and total generation 
costs for different wind penetration levels and wind farm locations. In 
[24], a probabilistic reliability criterion considering uncertainties 
related to component outage in the expansion planning has been 
proposed. Moreover, the method minimizes the investment budget for 
constructing new transmission lines considering the uncertainties of 
the transmission system. In [25], a probabilistic method was proposed 
to find the wind power capacity limits with regards to the power 
transfer and voltage constraints in the network. In [26], a stochastic 
optimization algorithm was proposed to minimize the power losses by 
controlling the power factor of WTs. Some methods such as point 
estimation and Fast Fourier transform (FFT) are computationally low-
cost while these are less accurate than using Monte Carlo simulation 
(MCS). In [27], the MCS is used to combine the correlated load 
demands and wind power generations by using the multivariate 
distribution to choose random variables. In [28], the authors proposed 
a hybrid optimization method to minimize the annual power losses to 
find optimal locations and capacities of WTs. The method combines 
GA, gradient-based constrained nonlinear optimization algorithm and 
sequential MCS. The authors in [29] established a well-founded 
statistical analysis to evaluate the impact of day-ahead wind power 
forecasts on the performance and the distributional properties of the 
price in the Western Danish area of the Nord Pool’s Elspot market. In 
[30], a method for optimal placement of WTs in distribution networks 
to minimize the annual energy losses has been proposed. The method 
is based on generating a probabilistic generation-load model that 
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combines all possible operating circumstances of the WTs and load 
levels with their probabilities. The problem is formulated as mixed 
integer non-linear programming to minimize annual energy losses. 
Although in [31-34] the impact of wind generations on electricity 
prices has been investigated, however, there is a lack of mathematical 
models capable to imitate the amount of the related impact. In [35], 
the authors provided a review of different computer tools to analyze 
the integration of renewable sources.  
In [36], a hybrid possibilistic–probabilistic tool to assess the impact of 
DG units on technical performance of distribution network is 
proposed. The uncertainty of electric loads, DG operation/investments 
are also considered. 
 
1.3.2 Control of Distribution Networks 
 
In [37], the authors have proposed a mathematical model of the 
doubly fed induction generator (DFIG) for the analysis of active and 
reactive power performances of a wind farm (WF). A proportional-
integral (PI)-based control algorithm to control the reactive power 
produced by WTs has been proposed in [38]. In [39], the relation 
between reactive and active power to maintain the DFIG’s operation 
within the maximum rotor and stator currents has been studied. In 
[40], the authors have proposed a fuzzy controller to manage the 
operation of a Flywheel energy storage system (ESS) connected to a 
DC bus. 
On the other hand, by regulating the rotor blades during abnormal 
conditions or high wind speed, the active power generated by a WT 
can be regulated. There are many previous works on pitch angle 
control. A linear quadratic Gaussian (LQG) control method for 
controlling the pitch angle has been proposed in [41]. A good 
robustness in gain and phase margins has been achieved. In [42], the 
authors proposed a linear matrix inequality (LMI) method for 
controlling the pitch angle in order to reduce the fluctuations in the 
power generated by WTs. A robust pitch angle control method has 
been proposed in [43] for smoothing the variations of the power 
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generated by WTs. The robustness of system has been obtained by 
using a LMI method. 
Recently, the penetration of WTs into the grids has been increased 
and the performance of the WTs under faults has become an important 
issue, especially for DFIGs. Several grid codes prescribed to demand 
the ability of WTs to stay connected to the grid during faults and 
voltage variations, referred as fault ride-through (FRT) capability [44]. 
One of the common FRT capability improvement solutions is to set up 
a crowbar circuit across the rotor terminals [45]. In [46], the authors 
have achieved a FRT capability improvement by using hardware 
modification and inserting an additional voltage source converter 
connected at the generator terminal.  A control strategy for improving 
the FRT capability by using flexible AC transmission system 
(FACTS) devices and ESS has been proposed in [47]. In [48], the 
authors have proposed a new feed-forward transient current control 
(FFTCC) method applied to rotor side converter for improving the 
FRT capability. In [49], a fuzzy controller to manage the rotor speed 
oscillations and the DC-link voltage variations of the DFIG has been 
proposed.  
 
1.4 Contributions  
 
The main contributions of this thesis are: 
1. The review of the main economic and technical challenges of 
WTs integration into the distribution networks. 
2. To provide hybrid deterministic methods for optimal planning of 
distribution networks with integration of WTs considering wind 
and load uncertainties. The uncertainties pertaining to wind and 
load as well as the correlation among different wind speeds are 
modeled by using time-series analysis.   
3. To provide a probabilistic methodology for assessing the 
amount of wind power that can be injected into the grid as well 
as the impact of wind power penetration on locational marginal 
prices (LMPs) throughout the network within market 
environment considering uncertainties. The uncertainties due to 
stochastic nature of wind speed and WTs offer price and 
quantity are modeled by using MCS approach.  
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4. Policy recommendations for both DNOs and WTs’ developers to 
better allocate WTs in the network as well as in terms of 
technical and economic effects. 
5. To design a fuzzy controller to improve FRT capability of DFIG 
based WTs according to Danish grid code. The controller is 
designed to compensate the voltage variations at the point of 
common coupling by simultaneously controlling the reactive 
and active power generated by WTs. 
 
 
1.5 Thesis Outline  
 
The chapters of the thesis are outlined as follows: 
 
Chapter 2 introduces an overview of the main challenges originated 
from the increasing penetration of wind power in distribution systems, 
and motivates the problems dealt with in this dissertation. 
 
Chapter 3 describes deterministic methods for the planning of 
distribution systems within market environment from the points of 
view of both WTs’ developers and DNOs. The uncertainty in load and 
wind is modeled by using time series analysis method.  
 
Chapter 4 provides a probabilistic methodology to simulate the 
amount of wind power that can be injected into the grid as well as the 
effect of wind power penetration on LMPs through the network 
considering uncertainties within market environment. The method is 
conceived for DNOs to evaluate the amount of wind power that can be 
injected into the grid.  
 
Chapter 5 describes a fuzzy controller in order to enhance FRT 
capability of WTs in distribution networks. The controller is designed 
to compensate the voltage sages and swells by simultaneously 
controlling the reactive and active power generated by WTs. 
 













The climate change issue has sparked discussion on the profits of 
confining industrial greenhouse gases emissions compared to the costs 
that modifications would involve. Reaching an agreement on this 
debatable topic looks to be hard because of the time scales and 
uncertainties. For the time being, climate change can only be 
rigorously assessed in relation to the planned effects for the upcoming 
decades and centuries of swelling temperatures, rising sea levels and 
heat waves.  
Governments in developed countries are at present dependent on 
public view asking actions to prevent the worst effects of climate 
change. A major part of these fundamental modifications is to be done 
in the generation part, where restricting greenhouse gases emissions 
creates global warming that is currently one of the most important 
issues. The measures carried out to meet emission reduction goals 
have principally involved in increasing the penetration level of RES 
[50-51]. 
Actually, the US Department of Energy (DOE) defines in [52] a 
model-based scenario where wind energy caters the 20% of the 
electricity in the US in 2030, and discusses a group of technical and 
economic challenges that require to be prevailed for this scenario. The 
European Union is presently following the execution of its ambitious 
20/20/20 goals, which aim by 2020 to decrease greenhouse gas 
emissions by 20%, compared to 1990; increase the amount of RES to 
20% of the supply of energy, and the energy consumption decrement 
by 20% by means of energy efficiency schemes [53]. Numerous 
European countries, for instance, Germany, Spain, Portugal, and 
Denmark, have already achieved high wind power integration into the 
network in the range of 7 to 20% of electricity consumption. The rapid 
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growing of installed capacity of wind power is predicted to carry on in 
Europe and the United States [54-56]. It is expected that Asia will 
become the area in the world with the greatest development of 
installed wind capacity in the near future. This development will be 
mostly obtained by China, which has been increasing its installed 
capacity each year for the preceding few years, and is set to carry on 
the fast increment of its wind capacity to become the world’s biggest 
annual market. Actually, annual augmentations are anticipated to 
reach more than 20 GW in China by 2014 [57]. This great advance is 
vigorously stimulated by government strategies intended to promote 
the supply change, inspire the development of the domestic industry, 
and undertake the network planning and strengthening needed to 
acquire the electricity to the market. 
 
2.2 A Stimulus for Researchers: Challenges 
 
Wind power has no emissions and assists sustainable growth. The 
wind generation is renewable source and geopolitically generous, 
encouraging the self-reliance in energy of states. Furthermore, it 
doesn’t use water. As WTs do not use fuel, costs can be reduced and 
they can be a barrier against the volatility of fuel price. Note that wind 
power plants have low enforced interruption rates and can help to 
diminish the requirement for contaminating generation sources. 
Nevertheless, because of the uncertainty of wind power it can’t be 
dispatched in a conventional sense. Accordingly, as wind power is 
variable and uncertain, the high penetration of wind power into a 
network creates challenges for network operators and planners in 
about all the fields of the electrical power systems [58-61].  
In fact, the handling of uncertainties in a network isn’t new for 
specialists. Note that loads are also stochastic and variable and the 
network operators have been tackling the variability and uncertainty 





 12                                   ______                            Chapter 2 Wind Power Challenges 
2.2.1  A Long Way Ahead 
 
The wind power integration into a grid requires taking into 
account a greater amount of uncertainty and variability in the grid 
operation. This fundamental fact becomes of the most importance if 
considering the crucial wind power integration into the grid denotes 
that numerous countries all over the world have set out to reach. 
The wind power production variability entails the power system 
operation with a greater flexibility degree to coordinate the load 
variation that is described as the difference between the total energy 
consumption and the total wind energy production. This flexibility 
characterizes the grid capability to integrate wind power. The requisite 
for improving the flexibility to embed the variability of wind is 
depending on a number of features of a power system as explained in 
the following. 
 
2.2.2   Wind and Load Correlation 
If the daily pattern of wind power production coincides with that of 
demand, wind variability can be absorbed by consumers, with the 
subsequent decrease in net load variations. 
Generally, load and wind availability are not correlated, for example, 
in Northern Europe, albeit the historical archives disclose that wind 
power production in winter is greater than that in the summer, there is 
not a notable coincidence of winter periods with high load and high 
wind generation [62]. Correlation between wind speeds at two diverse 
places typically decreases with their distance [63]. Furthermore, the 
variations of wind farms output power, fed with uncorrelated winds, 
are neutralized and consequently, the variability of total wind 
generation reduces. Hence, the geographical distribution of wind 
farms has a smoothing impact on wind power fluctuations. However, 
decisions on the location of WTs are usually limited to the wind 
availability that can be beneficially used.  
 
2.2.3    Generation Mix   
Indeed, the capability of a power system to integrate wind power 
is toughly reliant on its generation mix. Production technologies 
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capable to proficiently change their power output as needed by the net 
load fluctuations are of required to withstand supply paradigm mainly 
based on renewable energy sources. Actually, generally when there is 
unfavorable correlation between wind and load, not only the necessity 
for cycling units is increased considerably but also the operating 
system of the units will be changed considerably. In this regard, 
flexibility on the generation-side of a power system generally results 
in operating conventional units at levels of productions greater or less 
than their optimal to accommodate the intrinsic variability of wind 
generation by ramping up or down. Moreover, the ramping 
expeditions may mostly end up with the start-up or shut-down of 
conventional generators. Accordingly, if great fluctuations of wind 
generation are to be accommodated by the conventional generation, 
this may lead to conventional power plants work in a less proficient 
way, therefore decreasing the amount of pollutant emissions that are 
decreased by the wind energy integration into the grid [64]. The 
pollution reduction reached by wind integration is reliant on the type 
of production and fuel that is substituted when WTs are generating.  
Note that wind power integration has an important effect on the 
generation mix of a power system. The appropriate assessment of this 
impact needs calculating the wind generation’s capacity credit [65]. 
The capacity credit is a criterion to measure of the volume of 
conventional generation that is substituted by the intermittent 
generation without decreasing the reliability of the system. However, 
when the reliability of the power plant is less than 100%, there always 
exists a confined risk of not having sufficient capacity accessible to 
satisfy the demand, and wind generation may be accessible at the 
crucial moment when load is high and other generators may fail. 
Actually, it implies that 1 MW of installed wind capacity is not 
enough to cover 1MWof demand in a reliable and safe way, but it is 
sufficient to effectively satisfy a specified percentage of it [66].  
 
2.2.4   Demand Side Management  
If wind generation and demand are not correlated and the weather 
conditions cannot be changed, a technique is introducing demand 
response method to utilize the real-time pricing (RTP) [67-70], 
according to which retail prices alter mostly to reflect fluctuations in 
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the energy dispatch and the cost of supplied load. If wind is high/low, 
the demand will increase/decrease because of low/high prices while 
when wind is low the demand will decrease due to high prices. The 
accomplishment of demand-side management schemes will be 
significantly facilitated by the constitution of smart grids [71], which 
are considered to enable consumers to play a significant role in 
optimization of power systems operation by means of intelligent 
monitoring, control, and communication.  
 
2.2.5    Controllable loads 
The controllable loads could be added to the grid to use the unused 
wind power production. For instance, some kinds of these loads 
comprise electric heating, and boilers, fuel production such as 
hydrogen heating; and the electric vehicles or plug-in hybrid vehicles 
(PHV) that is becoming a hopeful potential in large-scale applications 
[72,73]. The implication of vehicle-to-grid (V2G) refers to a system 
where PHVs connect to the network to cater services of demand 
response by injecting/absorbing power into/from the grid [74, 75].  
 
2.2.6    Electricity Storage  
The technical community decides that the high penetration of RES 
can be significantly simplified by increasing significant storage 
capabilities. Albeit currently there are numerous energy storage 
technologies that can afford to achieve this goal such batteries, 
flywheels, electric vehicles, superconducting magnetic energy storage 
systems, compressed air, pumped hydro storage systems [76, 77]. 
Innovative developments and more incentives in this arena are still 
required for the huge electricity storage to become a reality in the 
requisite terms [77, 78].  
 
2.2.7     Wind Technology Upgrading 
A part of electricity supply side requires to be supplied by 
generators to cater the ancillary services needed to guarantee the safe 
operation of the power system. If WTs are not equipped with the 
proper technology to help the voltage control devices, wind 
curtailments will be unavoidable in conditions where the sum of the 
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wind generation and the conventional generation is essential for safety 
reasons exceed energy consumption. In some countries, grid 
companies are forcing generators to set up tools for voltage and 
reactive power control [65]. Furthermore, the significant amount of 
wind power penetration into the grid requires that WTs stay connected 
to the grid during fault.  
 
2.2.8    Power System Operation   
As previously stated, wind power encompasses uncertainty and 
variability in the power system operation. A part of the uncertainty 
can be expected several hours or days ago and can be absorbed by an 
optimal energy dispatch of the network operators according to their 
elasticity. Essentially, a generator or load that caters reserve want to 
change its generation as needed in a short time. Reserves needed to 
incorporate unexpected wind power variations are basically slow, i.e., 
the activation times are about or more than 15 minutes [60]. 
The extension of reserves results in comparatively fast energy re-
dispatches, which considerably augments the need for elasticity of 
power system elements. Accordingly, wind uncertainty includes also 
operating costs [60, 61] that can be minimized by proper reserve 
placement and deployment. Briefly, tools for the optimal energy and 
reserve scheduling are critical to optimal use of wind power in order 
to avoid unnecessary wind power curtailments and reducing the costs 
of expected or unexpected uncertainty. 
In most countries, the wind energy development is happening in a 
reconstructed electricity area are controlled by market rules.  
Electricity transactions are therefore complied in a market to which 
generators and loads submit their bids to maximize their benefits or 
minimize the procurement costs. A third party, generally referred to as 
market operator (MO), is responsible to determine the accepted bids 
of producers and consumers as well as the electricity price. The aim of 
MO is maximizing SW by using a market-clearing tool. The 
competitive transaction of the electricity is challenging by itself 
because of the constraints forced by the grids and their agents, and 
they will be influenced by uncertainties. The aim of the market is 
augmenting the financial performance of grids while ensuring a safe 
action of the electrical structure.   
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2.2.9    Market Design and Clearing tools  
Every electricity market is established adversely. Usually, 
electricity markets comprise numerous trading areas to assist energy 
transactions between producers and consumers in the long and short 
run. Trading levels for short-term energy trading encompass a day-
ahead market, numerous adjustment and balancing markets. 
The set of these serially organized short-term trading levels is 
typically referred to as the pool. In the day-ahead market, energy 
trading to be happened in the following day is discussed. The 
adjustment markets allow market operators to change the energy sold 
or purchased in the day-ahead market with regards to modifications in 
their expected generations or consumptions. The balancing markets, 
so-called real-time markets, enable last minute energy trading to 
tackle with real situations and assure the actual balance between 
generation and load. The Electricity Market of the Iberian Peninsula, 
for example, comprises one day-ahead market, six adjustment markets 
consecutively organized over the delivery horizon, and hourly 
balancing markets [79].  
The results of an electricity market are depending on the market 
clearing procedure utilized by the market operator. Presently, there are 
different market-clearing methods such as single auction methods and 
complex mechanisms for the concurrent energy provision and reserve 
by means of an OPF. Generally, the market-clearing device’s 
complication depends on the properties of the network that are taken 
into account in the procedure. Therefore, the techniques for market 
clearing may consider inter-temporal constraints such as the ramping 
capabilities or the minimum up and down times of generators. The 
tool for pricing is dependent on the market clearing mechanism. 
Therefore, the network modeling in the process to clear the market 
results in the concept of LMP in which, the LMP at each bus of the 
network is diverse because of active power losses or network 
congestion [76,80,81]. On the contrary, if the constraints of the 






Planning of Distribution Networks by Using 
Deterministic Methods  
 
This chapter introduces deterministic methods for optimal 
planning of distribution networks within a distribution market with 
integration of wind turbines. Section 3.1 introduces the objectives of 
DNOs and DG developers. Section 3.2 introduces an innovative 
method for optimal placement of WTs in distribution network by 
using OPF. Model formulation is explained in Section 3.3. Test 
system description and simulation results of this method are provided 
in Section 3.4. In Section 3.6, the GA implementation for annual 
energy losses minimization from the DNOs viewpoint is explained.  
DNO acquisition market is introduced in Section 3.7.  Section 3.8 
discusses the net present value (NPV) maximization from the point of 
view of wind turbines’ developers. The discussion and conclusions are 
provided in Section 3.9. 
 
3.1  The Objectives of DNOs and DG 
Developers  
 
This section investigates the DNOs and developers incentives, 
which they are two main actors in DG market. The objectives of DG 
developers are maximizing returns from electricity sales and 
minimizing the imported energy cost when there are combined heat 
and power (CHP). These will tend to be met with augmented installed 
capacity but they are considerably affected by the strategies of DNO 
on connection and use of system charges. 
The incentives for installing DG are different. Some countries 
such as Australia and Ireland use deep charging while some others 
like Italy, France and Norway apply shallower charges [82, 83]. In the 
United States, customers are responsible for paying costs beyond a 
regulator-specified connection “allowance” [82]. Most systems do not 
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presently apply Distribution Use of System (DUoS) charges to DG 
except in a few cases such as Sweden and the U.K., DG placement in 
the distribution systems of U.K, before April 2005, was charged the 
full capital costs of connection, and capitalized operation and 
maintenance costs instead of DUoS charges [84].  
The charges encourage the DNO to site DG by catering a return 
more than the normal regulated return rate in which there is a rational 
take up level and use of connected generation and the costs of 
connection are comparatively low [83]. Finally, the cost of network 
connection and usage is driven by the match between the DG capacity 
and the network to which it connects. According to the U.K. 
incentives for DNOs, there is profit to DNOs and DG developers in 
reducing the capital costs related to reinforcement. Although active 
network management schemes [85] make a major contribution, 
identifying and encouraging DG connections at sites and capacities 
that make the best use of the network is required [86-89].  
However, 7% of electricity produced in the U.K. is lost as power 
losses. Although losses are unavoidable, they can be controlled via 
investment in low loss tools and more efficient network configuration 
[90]. Moreover, losses can be considerably affected by DGs: power 
injections at low voltages reduce losses but losses may increase 
generally when the injected power is higher than demand. Though the 
DG effect on losses is site and time specific, losses track a U-shaped 
trajectory [91]. Till 2005, the DNO incentives to reduce losses were 
by loss adjustment factors (LAFs) [92] with site-specific LAFs 
applied at 33 kV and above. The price control motivates DNOs to 
control losses through catering rewards for loss reductions and 
penalties for increases compared with a target level. The annual target 
of DNO is set by Office of Gas and Electricity Market (Ofgem) and 
values losses at 60 €/MWh (according to 2004 values). DNOs are 
encouraged to be responsible the essential investment to reduce the 
losses [83]. The low amount of DG penetration to reduce the power 
losses can motivate DNOs to confine connections within their 
networks. It should be noted that DG developers are not fully 
incentivized for their impact on losses. 
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3.2  Optimal Placement of WTs by Using 
Market-based Optimal Power Flow 
 
In this section, a novel method for optimal allocation of WTs by 
using market-based OPF to maximize the system SW is proposed. The 
market-based OPF uses constrained cost variable (CCV) approach to 
generate the appropriate helper variable, cost term, and related 
constraints for any piecewise linear costs. The method is conceived 
for DG-owning DNOs to find the optimal numbers and sizes of WTs 
among different potential combinations. WTs and dispatchable loads 
(DLs) are owned or managed by the DG-owning DNO. The objective 
function is solved by using step-controlled primal dual interior point 
method (SCPDIPM) considering network constraints. 
The proposed method considers SW maximization for the optimal 
allocation of WTs, thus, its maximization implies not only the 
minimization of the energy production costs but also the maximization 
of the consumers’ benefit.  
By using the proposed method, WTs can be, in fact, optimally 
allocated at buses where they are more advantageous, i.e. near higher 
loads or in parts of the network where the loads have the higher values 
and the consumers’ benefit is higher. The method can help DG-
owning DNOs to better allocate WTs by considering cost reduction 
and consumers’ benefits.  
 
3.2.1 The Structure of the Proposed Method 
 
The structure of the proposed method for optimal allocation of 
WTs is shown in Fig.3.1. The method maximizes the SW by using 
market-based OPF for different combinations of load demand and 
wind power generation considering network constraints.  
Different combinations of wind power generation and load 
demand is considered via scenarios. Each demand level is 
characterized by six wind generation levels. There are four load 
demand levels, i.e. 30%, 50%, 70%, 90%, and six wind generation 
levels, i.e. 0%, 20%, 40%, 60%, 80%, and 100%. Therefore, jointly 
considering the load demand and wind generation levels results in 24 
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scenarios, i.e. four load demand levels, with two blocks per level with 
different sizes and the same price, by six wind generation levels with 
four blocks per level with the same size and the same price for all 
blocks.  
The maximum number of WTs that can be allocated at a given bus 
is represented by an equivalent number of blocks in the WT’s offer. At 
each candidate bus it is assumed that maximum four WTs can be 
allocated; therefore, for each generation level there are four blocks 
with the same price and the same size equal to the rated power of the 
WTs for all blocks. With regards to the bids for DLs, it is assumed 
that there are two blocks per load with different sizes and the same 
price for all blocks, respectively. 
The market-based OPF uses CCV method to generate the 
appropriate helper variable, cost term, and related constraints for any 
piecewise linear costs. WTs’ offers and bids of DLs are taken and 
treated as marginal cost and marginal benefit functions, respectively, 
then by using the CCV method they are converted to the equivalent 
total cost and total benefit functions and plugged into a matrix as 
piecewise linear costs. The method is applied by DNOs to find the 




Fig.3.1.The structure of the proposed method 
 
3.3  Model Formulation 
 
 
In this section, the mathematical formulation of SW maximization 
is discussed. Maximization of SW implies not only the minimization 
 22       Chapter3 Planning of Distribution Networks by Using Deterministic Methods 
of the energy production costs but also the maximization of the 
consumers’ benefit. The SW is formulated as follows: 
 















)(                               (3.3) 
The )( ii gC and )( jj dB are the production cost and benefit of 
consumers, respectively 
igii gmbp  , for   Ii ,2,1                                  (3.4) 
where   
ib  is the intercept (reservation price ib > 0) in €/MWh, 
gm  is the slope ( gm > 0) in €/MW
2h, 
ip   is the price at which producer i is willing to supply in €/MWh, 
ig is the supply in MW, 
jdjj dmbp  , for   Jj ,2,1                                  (3.5) 
where  
jb is the intercept (reservation price jb > 0) in €/MWh, 
dm is the slope ( dm < 0)in €/MW
2h, 
jp  is the price at which consumer j is willing to pay in €/MWh, 
jd  is the demand in MW. 
 
3.3.1    Constraints 
 
3.3.1.1 Active and reactive power constraints for the 
interconnection to the external network (slack bus): 
 
maxmin
bbb PPP   ,    
maxmin
bbb QQQ                        (3.6) 
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where bP and bQ are active and reactive power of the slack bus, 
respectively. 
 
3.3.1.2 Voltage level constraints at the buses  
 
maxmin
iii VVV                               (3.7) 
where miniV and 
max
iV are the lower and upper bounds of the bus 
voltage, respectively.  
 
3.3.1.3  Thermal limits of the lines connecting the buses  
The thermal capacity maxkS of network also bounds the maximum 
apparent power transfer, kS : 
 
0max  kSS                             (3.8) 
 
3.3.1.4 WTs power constraint 
 
max0 gg PP                          (3.9)        








 =constant.                      (3.10) 
where gP and gQ are the generated active and reactive powers by WTs, 
respectively.  
 
3.3.1.5 DLs power constraints 
0min  dd PP       (3.11) 








 =constant.                          (3.12) 
where dP and dQ are active and reactive power of DLs, respectively.  
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3.3.2 Dispatchable Load Modeling  
One way to model price-sensitive or DLs is modeling them as 
negative generators with related negative costs. This is carried out by 
determining a generator with a negative output in a range from a 
minimum injection equivalent to the negative of the highest load value 
to a maximum injection of zero [93,94]. Here, it is supposed that DLs 
have a fixed power factor and an equality constraint to impose a fixed 
power factor for a negative generator is utilized for a DL modeling. It 
should be noted that with the description of a DL as a negative 
generator, if the negative cost relates to the consumer’s benefit 
function, the minimization of generation cost is equal to SW 
maximization.   
Furthermore, an additional equality constraint to enforce a 
constant power factor for any “negative generator” is utilized to model 
a DL. In the following, an example of a DL is provided whose 
marginal benefit function is shown in Fig. 3.2 (a).  This relates to a 
negative generator with the piecewise linear cost curve as shown in 
Fig.3.2 (b). It should be noted that this approach assumes that the 
demand blocks can be partially dispatched or split. 
 
   
(a) 
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(b) 
Fig.3.2. (a) Bid function, (b) total cost function for negative injection 
 
3.3.3  Constrained Cost Variable  Formulation 
The conventional OPF formulation is not capable to solve the non-
smooth piecewise linear cost functions result from discrete offers and 
bids, thus, when such cost functions are convex they can be modeled 
by CCV method [95-97]. 
The market-based OPF uses CCV method to generate the 
appropriate helper variable, cost term, and related constraints for any 
piecewise linear costs. CCV is an alternative OPF formulation that is 
suggested to enhance the market-based OPF scalability computation. 
The piecewise linear cost function )(xc  is replaced with a helper 
variable y and linear constraints that produce a convex “basin” needs 
the cost variable y to put into the function )(xc . A convex n-segment 
piecewise linear cost function is shown in Fig. 3.3.  
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A convex n-segment piecewise linear cost function is defined by a 
sequence of points ),( jj cx , nj 0  where jm denotes the slope of 












m , nj ,,1                                            (3.14) 
 
and x0 <x1 < ··· <xn  and  m1 ≤ m2 ≤··· <mn. 
 
The “basin” related to the cost function is generated through the 
following n constraints on the helper variable y. 
 
jjj cxxmy  )( ,             nj ,,1                        (3.15)             
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 The variable y is added to the objective function instead of )(xc . 
By using CCV method, the piecewise linear costs of active or reactive 
power can be converted into the appropriate helper variable and the 
related constraints.  
Furthermore, every piecewise function in the objective is 
substituted with a helper variable and for every piece of the piecewise 
function inequality constraints are imposed on that variable. CCV is a 
way that formulates a piecewise linear cost function on a new variable 
that is linearly constrained.  
In this thesis, the offers of WTs and bids of DLs are taken and 
treated as marginal cost and marginal benefit functions, respectively, 
then by using CCV method they are converted into the equivalent total 
cost and total benefit functions by integrating the marginal cost and 
benefit functions and plugged into a matrix as piecewise linear costs.  
 
3.3.4  Step-Controlled Primal Dual Interior Point 
Method  
 
The Primal Dual Interior Point method (PDIPM) and its numerous 
variations have become the algorithms of choice for solving OPFs in 
the last years [95-97].  
Even if the PDIPM fits properly with classical OPFs that utilize 
smooth polynomial cost function, it is not able to solve the market-
based OPFs with non-differentiable piecewise cost. When piecewise 
cost is considered, the gradient and Hessian variables change from 
iteration to iteration considerably. Also, the descending of Newton 
steps is not obtained. The SCPDIPM [93, 94] that is used in this paper 
overcomes this difficulty by monitoring the accuracy of the quadratic 
approximation of the Lagrangian during the OPF computation and 
reducing the Newton step if any unexpected change of derivative 
results in an inaccurate approximation. It is efficient applying such 
step control method when the normal PDIPM step is not able to 
improve the gradient condition. By adjusting steps, SCPDIPM is able 
to reduce both system cost and gradients. 
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3.3.5  Variables 
For the objective function (3.1) the optimization variable including 
vector L= [ iV , i , gP , dP ] where iV and i are voltage and voltage 
angle at the buses, respectively. gP  is active power generated by WTs 
and dP is active power of DLs. 
 and  are Langrangian multipliers and uses the Newton’s 
method to solve the Karush–Kuhn–Tucker (KKT) conditions [93-95]. 
 
3.4  Test System Description and Simulation   
Results 
In this section, the distribution system used to test the proposed 
method is described. The following analyses are based on an 83-bus 
11.4-kV radial distribution system whose data given in [4]. The eleven 
feeders are supplied by two 20 MVA, 33/11.4 kV transformers. The 
one line diagram of the distribution system is shown in Fig.3.4. The 
candidate buses in the test system are included in the set {6, 9, 14, 28, 
30, 38, 40, 45, 47, 54, 56, 62, 64, 81, 83}. The WTs operate at power 
factor of 0.95 lagging. Voltage limits are taken to be ±6% of nominal 
value, i.e. Vmax= 1.06 p.u. and Vmin= 0.94 p.u., and the feeders’ 
thermal limits are given in Table 3.1 and vary between 40 and 480 A. 
Dispatchable and fixed loads, with constant power factor equal to 
0.95, are served by both the grid and the WTs. The total maximum 
fixed load is 5.4 MW. The loading level for each band is given in 
Table 3.2.  
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Fig.3.4. 83- bus radial distribution network with candidate locations for WTs 
 
Table 3.1 Existing wires 
Wires Amps 
A-1, 1-2, 2-3, 3-4, 4-5, 5-6, B-11, 12-13, C-15, D-25, E-30, 31-32, 
F-43, 44-45, G-47, 48-49, 57-58, I-65, 66-67, J-73, K-77, 78-79 
480 
7-8, 13-15, 16-17, 17-18, 19-20, 20-21, 26-27, 27-28, 32-33, 33-
34, 34-35, 35-36, 36-37, 37-38, 38-39, 49-50, 50-51, 51-52, 52-
53,57-58, 58-59, 59-60, 60-61,67-68, 68-69, 79-80, 80-81 
330 
21-22,21-23, 28-29, 41-42, 53-54, 61-62, 62-63, 69-70, 70-71, 71-
72, 74-75, 75-76 
180 
H-56 60
7-9, 46-47, 63-64 50 
7-10, 12-14, 22-24, 38-39, 39-40, 45-46, 54-55, 81-82, 82-83 40 
 
Table 3.2 Loading level
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In this case study, only WTs of a size of 660 kW are considered by 
the DG-owning DNO even if considering different sizes 
simultaneously is also possible. This requirement is regulated by the 
accessible land for WTs’ building. The maximum generated active 
power by the WTs for different wind generation levels is given in 
Table 3.3. 
 
Table 3.3 Wind generation level 








The maximum number of WTs that can be allocated at a given bus 
is represented by an equivalent number of blocks in the WT’s offer. At 
each candidate bus it is assumed that maximum four WTs of each size 
can be allocated, thus, for each generation level there are four blocks 
of the same size equal to the rated power of the selected WTs and the 
same price of 70 €/MWh.  In the following subsection, the method of 
calculating WT’s offer price from the point of view of DNOs is 
explained.  
The offers are assumed at price of 120 €/MWh for the bus 
connecting the distribution network to the transmission one. 
Regarding the bids for DLs, it is assumed that there are two blocks per 
demand bid with different sizes as presented in Table 3.4 and the same 
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1 6 0.84 0.84 16 44 2.10 1.05 
2 9 0.84 0.84 17 46 2.10 1.05
3 14 0.84 0.84 18 51 2.10 1.05
4 28 0.84 0.84 19 53 2.10 4.20
5 30 0.84 0.84 20 55 2.10 4.20
6 38 0.84 0.84 21 59 4.20 2.10
7 40 0.84 0.84 22 63 4.20 2.10
8 45 0.84 0.84 23 67 2.10 0.84
9 47 2.10 1.05 24 69 2.10 0.84
10 54 2.10 1.05 25 73 2.10 2.10
11 56 2.10 1.05 26 75 4.20 2.10
12 62 2.10 1.05 27 77 0.84 0.84
13 64 2.10 1.05 28 79 4.20 2.10
14 81 2.10 2.10 29 82 0.84 0.84
15 83 1.05 1.05 
 
 
3.4.1  WTs’ Offers Price Calculation from the Point of 
View of DNO 
In order to calculate the price of WTs’ offers, financial data, i.e. 
WTs’ life time, installation cost, depreciation time, interest rate, are 
considered as summarized in Table 3.5 [98,99]. The annual cost for 













           (3.16) 
where i is the interest rate, n is the depreciation period in years, 
Inst_Cost is the installation cost, and Ann_Cost is the annual cost for 
depreciation. The capacity factor is evaluated according to the wind 
generation data and the WTs capability curves. For example, for a 660 
kW WT the capacity factor is about 45%, i.e. 4010 MWh/MW. 
Therefore, by dividing Ann_Cost by equivalent number of hours i.e. 
4010 h, the WT’s offer price with no subsidy is about 70 €/MWh. 
Therefore, the 660 kW WT’s offer price, without subsidies, is 
assumed as 70 €/MWh.  
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Table 3.5 Financial Data for Estimating WT’s Offer Price 
Life time (years) 20 
Installation cost (€/kW) 1700 
Depreciation time (years) 10 
Interest rate (%) 10 
Number of equivalent hours (MWh/MW) 4010 
Capacity factor (%) 45 
Annual cost (€/kW-year) 280 
Calculated offer (€/MWh) 70 
 
3.4.2  Simulation Results  
 
The proposed method is applied to the abovementioned 
distribution network. The method has been implemented in 
MATLAB® incorporating some features of MATPOWER suite [93, 
94].  
In order to determine the optimal numbers and capacities of WTs, 
DNOs assume the worst-case situation of minimum load and 
maximum generation. When a WT operates at maximum generation 
and minimum load it leads, in fact, to large reverse power flows with 
large local voltage variations [100]. So, the mentioned case is assumed 
as worst-case situation. The optimal numbers and capacities of WTs 
are obtained in this case as provided in Table 3.6. The simulation 
results for different combinations of load demand and wind power 
generation considering the optimal number of WTs obtained in the 
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Table 3.6 Optimal number and capacity of allocated WTs  
Bus No. Total capacity (MW) Number of allocated WTs 
6 2.64 4 
9 1.32 2 
14 0.66 1 
28 2.64 4 
30 1.32 2 
38 2.64 4 
40 0.66 1 
45 2.64 4 
47 0.66 1 
54 2.64 4 
56 0.66 1 
62 2.64 4 
64 1.32 2 
81 2.64 4 
83 0.66 1 
Total 25.74  39 
 
Buses 6, 28, 38, 45, 54, 62, and 81 have the largest WT capacity 
(2.64 MW) while buses 14, 40, 47, 56 and 83 have the lowest ones 
(0.66 MW). The installed capacity of WTs is, in fact, limited by 
voltage and thermal limits as well as by the bids of DLs at each bus. 
The installed capacity at bus 40, for example, is limited to one WT. It 
is mainly due to the lowest value of both thermal limit of the line 
connecting the buses 39-40 (i.e. 40 A) and the DLs’ bids if compared 
to those at the other lines and buses, respectively. 
At bus 64, with the higher thermal limit of the lines 63-64 
connecting the buses (i.e. 50 A), and the higher bids of DLs if 
compared to previous case, the installed capacity is 1.32 MW 
corresponding to two WTs. In addition, at buses 54 and 62 the thermal 
limits of the lines 53-54 and 61-62 connecting the buses are 180 A and 
the DLs’ bids are higher if compared to previous cases. This 
determines that voltage and thermal limits are not binding (active) and 
consequently the installed capacity at these buses is 2.64 MW 
corresponding to four WTs.  
As regards with the SW, it increases proportionally to the both 
load demand and wind power generation as shown in Fig. 3.5. It is 
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worth mentioning that, in all scenarios, the SW is higher if compared 
to that without WTs in the network.  
It is evident that in the case of minimum load, i.e. 30%, and 
maximum wind generation level, i.e. 100%, the SW is equal to about 
3000 €/h and in the case of maximum load and minimum wind 
generation, the SW is equal to about 2000 €/h while in the case of 
maximum wind generation level and maximum load demand this 
value is equal to around 4000 €/h which is higher if compared to 
previous cases.  
Fig. 3.6 shows the total dispatched active power by WTs in 
different scenarios of wind generations and load demands. It is seen 
that the dispatched active power has the direct relation with both load 
demand and wind power generation. In all scenarios, the dispatched 
active power is higher if compared to that with no WTs in the 
network.  
The supplied loads, shown in Fig. 3.7, evidences its direct relation 
with wind generation and its inverse relation with load demand due to 
the network constraints that limit load increase when constraints are 
binding. It is worth pointing out that, in all scenarios, the value of 
supplied loads is higher if compared to that without WTs in the 
network.  
The method is computationally very fast, i.e. it takes about 45 
seconds, for all scenarios, measuring the CPU time consumption on a 














Fig.3.5. Social welfare 
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Fig.3.6. Dispatched active power 
 
 
Fig.3.7. Supplied load 
 
 
3.5  Distribution System Planning within 
Market Environment 
 
3.5.1 Aim and Approach 
 
In this section, deterministic methods for optimal placement of 
WTs in distribution networks within a DNO acquisition market 
environment are proposed. The methods include: 1) hybrid GA and 
market-based OPF for annual energy losses minimization from the 
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point of view of DNO; 2) hybrid PSO and market-based OPF for NPV 
maximization from the viewpoint of WTs’ developers.  
The uncertainty in wind power generation and load demand is 
modeled through hourly time-series model of load demand and wind 
generation. The interrelationships between demand and generation 
potential are preserved with their joint probability defining the number 
of coincident hours over the target year. 
To the best of our knowledge, no wind power investment methods 
in distribution level in market environment by using abovementioned 
hybrid methods have been reported in the literature.  The contributions 
of this section are as follows: 
1) Providing a hybrid optimization method for wind power 
investment in distribution level by using market-based OPF and 
GA/PSO within a DNO acquisition market environment. Note 
that market-based OPF is also used to clear the DNO acquisition 
market. Furthermore, the DNO is the market operator of the 
DNO acquisition market.  
2) Using the GA/PSO to choose the optimal size and the market-
based OPF to determine the optimal number of WTs. 
3) Modeling wind generation and load demand as well as correlation 
among different wind speeds through time series analysis 
approach.  
 
3.5.2 Modeling of Time-Varying Load Demand and 
Wind Power Generation 
 
The planning horizon consists in a target year where the wind 
generation and load demand are modeled at each bus of the network 
through hourly time series analysis as shown in Fig.3.8. The method 
reduces hourly time-series data to a number of scenarios where the 
load demand and wind generation for every hour are assigned to a 
series of bins. Describing the number of coincident hours over the 
target year preserves the interrelationships between potential of load 
demand and wind power generation with their joint probability [16, 
101].  
In order to reduce the computational burden of a full time series 
analysis, wind generation and load demand are aggregated into a 
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controllable number of scenarios on the basis of their joint probability 
of happening. The number of coincident hours is represented by the 
duration of each hour as shown in Fig.3.8 (bottom). 
It splits the demand and generation into a series of bins. In order to 
show the procedure, ten ranges for demand (i.e. [0, 10%], (10%, 
20%],…, (90%,100%]) and 11 ranges for wind generation (i.e. {0}, 
(0,10%], (10%,20%],…, (90%,100%]) are used. It is seen that with 
demand higher than 30%, 74 non-zero scenarios are considered in the 
analysis. Furthermore, low load demand, i.e. 40%, and high wind 
generation, i.e. 60% to 100%, present few coincident hours. The 
uncertainty in wind power generation and load demand are 
represented via scenarios. Each demand level is characterized by 
eleven wind generation levels, i.e. 0% to 100%. There are seven load 
demand and eleven wind generation levels. Therefore, jointly 
considering the load demand and wind power generation levels results 
in 77 scenarios, i.e. seven load demand levels, with two blocks per 
level with different sizes and the same price, by eleven wind power 
generation levels with four blocks per level with the same size and the 
same price for all blocks.  
The method is capable to provide for more than one wind speed 
profile. A second wind profile can also be taken into account in order 
to demonstrate this. For each generation level, as shown in Fig. 3.9 
(left), first wind profile, a “layer” with the coincident hours of 
demand/generation is created for the second wind power profile. 
Though this method is able to generate a great number of scenarios, 
because of the geographical correlation of the wind data, only 146 
periods comprise non-zero number of hours as shown in Fig. 3.9 
(right). 
 




Fig.3.8. Coincident hours for demand/generation scenarios 
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Fig.3.9. Schematic example of the coincident hours for two wind profiles (left) and 
the scenarios (right) 
 
3.6  GA Implementation for Annual Energy 
Losses Minimization from the Point of 
View of DNOs 
 
3.6.1 The Structure of the Proposed Method 
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The maximum number of WTs that can be allocated at a given bus 
is represented by an equivalent number of blocks in the WT’s offer. It 
is assumed that at each candidate bus maximum four WTs can be 
allocated; therefore, for each generation level there are four blocks 
with the same size equal to the power output of WTs and the same 
price for all blocks. 
With regards to the bids for DLs, it is assumed that there are two 
blocks per load with different sizes and the same price for all blocks, 
respectively. 
WTs’ offers and bids of DLs are taken and treated as marginal cost 
and marginal benefit functions, respectively, then by using the CCV 
method they are converted to the equivalent total cost and total benefit 
functions and plugged into a matrix as piecewise linear costs.  
The method jointly minimizes the total energy losses over the 
target year and maximizes the SW for each scenario. The structure of 
the proposed hybrid optimization method for optimal allocation of 
WTs is shown in Fig.3.10.  
 
 
Fig.3.10.The structure of the proposed method 
 
The WTs’ sizes and locations are represented by the variable of 
the GA: a vector of integers, called chromosome, in the range [0, 
Nsizes] with a length equal to the number of candidate buses Nc such 
that each element of the vector is associated to a candidate bus as 
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shown in Fig. 3.11. In such a way, different vectors allow representing 
different investments in WTs both in terms of selected locations and 
sizes. 
Different sizes of WTs identified with a label in the range [0, 
Nsizes] are considered on the basis of their rating power and power 
coefficients. Three different sizes of WTs of sizes 1.2, 2 and 3 MW, 
namely sizes A, B and C, respectively, are considered by the DNO. 
For example, WTs of size A are related to the first element of the 
vector while WTs of sizes B and C are related to the last two elements 
of the vector. According to this formulation, WTs of the same size can 
be allocated at a candidate bus. 
For each chromosome, the annual energy losses are evaluated 
considering the different scenarios: the energy losses in coincidence 
with a given scenario derived from the SW maximization. 
The GA is able to find the optimal locations and sizes of WTs 
while the market-based OPF, nested in the GA, can determine the 
optimal number of WTs of a given size to be selected at a chosen 
location. In particular, the optimal number is the maximum number of 
WTs identified by the market-based OPF among all the 77 scenarios. 
Note that the purpose of using the market-based OPF is threefold: 
1) to determine the optimal number of WTs; 2) to clear the DNO 
acquisition market; 3) to maximize SW.  
By solving the abovementioned problems the optimal locations, 
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3.6.2 Implementation of GA  
 
The GA starts with an initial population whose elements are 
called chromosomes. Chromosomes encode candidate solutions and 
evolve to better ones. The evolution begins from a number of 
arbitrarily generated chromosomes. During each iteration, called 
generation, the objective function for each chromosome in the 
population is assessed and, based on this assessment; a new 
population of candidate solution is formed. The new population 
generated in the next iteration is usually better than those in the 
current population. The GA uses three kinds of rules at every step 
including selection rules, crossover rules and mutation rules to 
produce the next generation from the current population and it 
continues until some stopping criteria is reached [102].  
The GA generates the initial populations by defining a set of 
vector in the range [0, 3]. The number of chromosomes and iterations 
are set. Each chromosome has a size Nc, where Nc is the number of 
candidate buses. A number of new improved individuals, according to 
their objective function, at each generation are created by choosing the 
individuals. After the selection of new population the genetic 
operators are applied to chosen chromosomes. The iteration procedure 
is repeated until one of the following stopping criteria is reached: 1) 
the maximum generation is more than 300, 2) an enhancement in the 
objective function for five consecutive generations cannot be 
obtained, and 3) the cumulative change in the fitness function for five 
consecutive iterations is less than 1e-6. 
Sensitivity analyses have been carried out to consider different 
values for the GA parameters such as stopping criteria, population size 
and genetic operators. From these analyses, it can be seen that the 
values used here guarantee the convergence of the algorithm to a 
satisfactory solution. 
The energy losses over the target year to be minimized are 
represented as follows:  








lossloss xExE                     (3.17)  
where  
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)(xEloss  is the energy losses over the study period, )(xE
k
loss  is the total 
system energy losses during k-th hour and x is the decision variable of 
the GA that is a vector of integers in the range [0, Nsizes] with a length 
equal to the number of candidate buses. For each chromosome, hourly 
energy losses are obtained considering the DNO acquisition market 
formulation as is described in the following Section for all the 
considered scenarios.  
 
3.7    DNO Acquisition Market  
 
Usually, the energy is purchased from the wholesale market and 
delivered to final customers by DNO and it manages the services and 
buys energy throughout bilateral contracts and in the Pool. 
Nonetheless, due to the power system reconstructing and emerging 
DGs such as WTs, the business of traditional DNO is unbundled into 
technical and economic tasks. 
A DNO energy acquisition market model, called the DNO 
acquisition market, with WTs and DL is presented here under a 
distribution market structure based on Pool and bilateral contracts 
within DNO’s control area at low voltage level. The DNO is defined 
as the market operator of the acquisition market, which determines the 
price estimation and the optimization process for the acquisition of 
active power. DLs and WTs send active power offers and bids to the 
DNO acquisition market in form of blocks for each hour [103]. 
The DNO combines DL bids and WTs’ offers to construct supply 
and demand curves, respectively. The supply curve is constructed by 
stacking energy offers in increasing order of offer price. The demand 
curve is likewise constructed by stacking energy quantities in 
decreasing order of bid price. The intersection of these curves 
determines the market clearing price.  
The wholesale market of the whole interconnected network set up 
a price margin with DNO acquisition market. In other words, the 
wholesale market provides energy at a specified or approximated 
price. The price of wholesale market is considered as the DNO 
approximated acquisition price for active power from the 
interconnected network.  
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The DNO’s aim is maximizing the consumers’ benefit function 
and minimizing the costs of energy producers when buying active and 
reactive power from the grid. When selling active and reactive power 
to the grid, the purpose of DNO is maximizing revenues by 
exchanging power with the grid [16].  
Under the assumed DNO acquisition market, the market clearing 
quantity and price are determined by maximizing the social welfare 
while keeping the distribution network’s security. In other words, the 
market clearing is carried out by solving the social welfare 
maximization as is formulated in the following. Furthermore, the 
DNO is the responsible for achieving this task. Social welfare 
maximization implies not only the minimization of the costs related to 
energy production but also the maximization of the consumers’ benefit 
function. The formulation was provided in Section 3.3. 
 
3.7.1  Simulation Procedure 
The proposed hybrid optimization method to determine the 
optimal locations, sizes and numbers of WTs runs as follows. 
1) Define GA parameters and WTs types (size and speed-power 
curves) to be allocated by the DG-owning DNO. 
2) Set the candidate buses according to wind energy availability. 
3) Model uncertainties through hourly time series analysis for 
target year as explained in Section 3.5.2. 
4) Calculate the power output of different sizes of WTs based on 
their speed-power curves and calculate WTs’ offer price.  
5) For each chromosome, maximize the SW for the considered 
scenarios and evaluate the hourly energy losses. 
6) Evaluate the annual energy losses. 
7) If one of the stopping criteria is reached go to step 9) otherwise 
repeat steps 5)-7) until one of the stopping criteria is reached.  
8) The by-product of the proposed method is the optimal locations, 
sizes and numbers of WTs. 
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3.7.2   Test System Description  
The same distribution network as shown in Fig.3.6 with the same 
assumptions is considered, except here the feeders’ thermal limits are 
given in Table 3.7 and vary between 90 and 480 A. The different sizes 
of WTs of 1.2, 2 and 3 MW are considered by the DNO. At each 
candidate bus it is assumed that maximum four WTs of each size can 
be allocated; this requirement is regulated by the accessible land for 
building WTs. Thus, for each generation level there are four blocks of 
the same size equal to the rated power of the selected WTs and the 
same price of 60 €/MWh. The same method as explained in Section 
3.4.1 was applied with the data provided in Table 3.8 for a 1.2 MW 
WT. 
 
Table 3.7 Existing wires 
Wires Amps 
A-1, 1-2, 2-3, 3-4, 4-5, 5-6, 6-7, 8-11, B-11, 12-13, C-15, 18-19, D-
25, 26-27, E-30, 31-32, F-43, G-47, 48-49, H-56, 57-58, I-65, 66-67, 
J-73, 74-75,K-77, 78-79 
480 
7-8, 13-15, 16-17, 17-18, 27-28, 32-33, 33-34, 34-35, 35-36, 36-37, 
37-38, 38-39, 44-45, 49-50, 50-51, 51-52, 52-53, 58-59, 59-60, 60-61, 
61-62, 67-68, 68-69, 70-71, 79-80, 80-81
330 
19-20, 20-21, 21-22, 22-23, 22-24, 28-29, 39-42, 53-54, 54-55, 62-63, 
69-70, 71-72, 75-76 
180 
8-9, 8-10, 13-14, 39-40, 40-41, 45-46, 63-64, 81-82, 82-83 90 
 
The maximum number of WTs that can be allocated at a given bus 
is represented by an equivalent number of blocks in the WT’s offer. 
The offers are assumed at price of 80 €/MWh for the bus connecting 
the distribution network to the transmission one. With regards to the 
bids for DLs, there are two blocks per demand bid with different sizes 
as presented in Table 3.4 and the same price of 140 €/MWh for all 
blocks. 
The capacity factor is evaluated according to the wind generation 
data and the WTs capability curves. For example, for a 1.2 MW WT 
the capacity factor is about 40%, i.e. 3504 MWh/MW. Therefore, by 
dividing Ann_Cost by equivalent number of hours i.e. 3504 h, the 
WTs’ offers with no subsidy is about 56 €/MWh. Therefore, the 1.2 
MW WTs’ offers, without subsidies, are assumed as 60 €/MWh. The 
same approach can be applied considering WTs of different sizes and 
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capacity factors. In order to simplify the analysis, the same offers are 
considered for all the sizes of WTs. 
 
Table 3.8 Financial data for estimating the offers 
for a 1.2 MW WT 
Life time (years) 20 
Installation cost (€/kW) 1200 
Depreciation time (years) 10 
Interest rate (%) 10 
Number of equivalent hours (h) 3504 
Capacity factor (%) 40 
Annual cost (€/kW-year) 195.27 
 
3.7.3 Simulation Results  
 
The proposed method is applied to the abovementioned 
distribution network. After a sensitivity analysis, the best parameters 
for the GA have been chosen as provided in Table 3.9. Note that these 
parameters have been obtained from several trial runs where 50 runs 
have been carried out. 
 











15 20 300 0.95 0.05 
 
The method has been implemented in MATLAB® incorporating 
some features of MATPOWER suite [93,94] and MATLAB® toolbox 
for GA [104] on a laptop with core i7, 1.6 GHz processor and 4 GB of 
RAM.  
The minimum energy losses over the year are about 7532 MWh. 
The optimal sizes and numbers of WTs at each candidate bus found by 







   Chapter3 Planning of Distribution Networks by Using Deterministic Methods        _47     
 
Table 3.10 The optimal numbers, sizes and capacities of 
WTs obtained by the proposed method 
Bus No. Size Number Capacity (MW) 
6 - - - 
9 C 1 3 
14 A 2 2.4 
28 - - - 
30 C 1 3 
38 A 4 4.8 
40 - - - 
45 A 4 4.8 
47 - - - 
54 B 4 8 
56 B 2 4 
62 B 4 8 
64 - - - 
81 B 4 8 
83 - - - 
Total capacity 46
 
It is evident from Table 3.10 that buses 54, 62, and 81 have the 
largest installed capacity (i.e. 8 MW) while bus 14 has the lowest one 
(i.e. 2.4 MW). The installed capacity, in fact, is limited by voltage and 
thermal limits as well as by the bids’ values at each bus. For instance, 
the installed capacity at bus 14 is limited to 2.4 MW (two WTs of size 
A) and this is mainly due to the lowest value of both thermal limit of 
the line connecting the buses 13-14 (i.e. 90 A) and the bids’ values of 
DLs if compared to those at the other lines and buses. 
The installed capacity at buses 38 and 45 is 4.8 MW (four WTs of 
size A). These buses have the same bid values and the higher thermal 
limits (i.e. 330 A) of the lines 37-38 and 44-45 connecting the WTs if 
compared to previous case. 
At buses 62 and 81, the DL bids are higher and the thermal limits 
of the lines 61-62 and 80-81 are the same if compared to the previous 
case; consequently, the highest capacity is installed at these buses (i.e. 
four WTs of size B).  
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Fig.3.12. Social welfare 
 
 
Fig. 3.13. Total active power losses 
 
As regards with the SW, it increases proportionally to both load 
demand and wind generation as shown in Fig. 3.12. It is worth 
mentioning that, in all scenarios, the SW is higher if compared to that 
without WTs in the network. In the case of minimum load (i.e. 40%) 
and maximum wind generation level (i.e. 100%), the SW is equal to 
about 2500 €/h and in the case of maximum load and minimum wind 
generation level the SW is equal to about 3000 €/h. Instead, in the 
case of maximum wind generation level and maximum load demand 
this value is equal to around 5000 €/h.  
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It is seen from Fig. 3.13 that by increasing the generation, active 
power losses are decreased. In all scenarios, the total active power 
losses are lower if compared to the case with no WTs in the network. 
In the case of maximum wind power generation and minimum load 
demand the total active power losses are reduced by about 50% if 
compared to the case with no WTs in the network. It is evident that 
total active power losses have inverse relation with the wind 
generation and direct relation with load demand. 
 
 
Fig.3.14. Dispatched active power 
 
Fig. 3.14 shows the total dispatched active power by WTs in 
different scenarios of wind generations and load demands. It is evident 
that the dispatched active power has the direct relation with both load 
demand and wind generation. 
The supplied loads, shown in Fig. 3.15, evidences its direct 
relation with wind generation and its inverse relation with load 
demand due to the network constraints that limit load increase when 
constraints are binding. The cases considering different wind energy 
potential at candidate buses can be addressed by considering different 
capacity factors for each location and calculating the WTs’ offers. 
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Fig.3.15. Percentage of supplied loads 
 
3.8 NPV Maximization from the Point of View 
of WTs’ Developers  
 
PSO is a population-based method introduced by Kennedy and 
Eberhart in 1995 [105]. This method handles a population of 
individuals in parallel to explore areas of n-dimensional space where 
the optimal solution is searched. The individuals are called particles 
and the population is called swarm. Each particle in the swarm moves 
toward the optimal point with adaptive velocity [106]. In n-
dimensional space, the position and velocity of each individual are 
illustrated as the vectors, ]...,,,[ ,2,1, niiii PPPX   and 
]...,,,[ ,2,1, niiii VVVV  , respectively. Alternatively, the best position 
related to the best value of the objective function for each particle is 
represented as ),....,,( ,2,1, niiii PbestPbestPbestPbest  and the global 
best position among all particles or best pbests is denoted 
as ),....,,( ,2,1, niiii GbestGbestGbestGbest  . During the iteration 
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3.8.1    Implementation of PSO Algorithm  
 
The number of population, the number of particles and iterations 
are set. The population of particles jX as well as their velocity jV in 
the search space is initialized. The velocity of each component is 
selected in the range [ minV , maxV ] randomly. Here, minV and maxV of 0 
and 3 have been selected for the PSO process, respectively. After 
calculation of the objective function (OF), the best position associated 
to each member of particles is assessed. The objective function related 
to each particle in the population in the current iteration is compared 
with that from the previous iteration and the particle’s position which 
has a higher value of objective function is taken as Pbest for the 
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where k is the number of iterations, and kjOF is the objective function 
assessed for particle j at iteration k. 
The best objective function associated with the Pbests among all 
particles in the current iteration is compared with that from the 
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After calculation of Pbest and Gbest, the velocity of particles for 


























jV            velocity of particle j at iteration k; 
              inertia weight factor; 
21 ,cc         acceleration coefficients; 
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k
jX            position of particle j at iteration k; 
k
jPbest      best position of particle j at iteration k; 
k
jGbest      best position among all particles at iteration k. 
In each iteration the acceleration coefficients 1c and 2c control how far 
an individual is moved in each iteration. The inertia weight, , is used 
to control the convergence behavior of the PSO during the training 









                (3.21) 
where 
k  current iteration number; 
maxk  maximum iteration number; 
max  initial inertia weight factor; 
min  final inertia weight factor.  
The position of each particle at the k+1 (next iteration) is modified as 
 









1  or k = kmax, the program is terminated and the results 
are printed, otherwise, the iteration process continues until one of the 
stopping criteria is reached. The flowchart of the proposed PSO based 
algorithm is shown in Fig.3.16.  
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Fig.3.16. Flowchart of the proposed PSO based algorithm 
 
In order to investigate the profitability of the WTs investment, the 
NPV is used as the objective function of the PSO. It is defined as the 
difference between the discounted cash flows and the investment cost. 
The NPV to be maximized as the objective function of PSO is 
expressed as follow: 
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Maximize    )()()( xICxFCFAxNPV                                       (3.23)  
 
where FA is annual factor, FC is the total revenue obtained by selling 
energy into the DNO acquisition market over the target year and IC is 





















d xxExFC                 (3.25) 
where n is the lifetime of WTs and r is the discount rate. Here, n and r 
are assumed as 20 years and 10%, respectively. )(xFC is the annual 
revenue and x is the decision variable of the PSO that is a vector of 
integers in the range [0, Nsizes] with a length equal to the number of 
candidate buses. hdE  is the energy dispatched by the installed WTs at a 
given hour h and h  is the Langrangian multiplier (LMP) that is 
obtained from market-based OPF. For each particle, hourly revenue 
(i.e. multiplication of WTs’ dispatched energy by LMP at a given hour 
h) is obtained considering the DNO acquisition market formulation for 
all the considered scenarios. It has been, in fact, assumed that the 
WTs’ developers sell energy at LMPs. Therefore, according to (3.23), 
the NPV will depend on the energy dispatched by the WTs, the LMPs 
and the initial investment cost.  
 
3.8.2 Simulation Procedure 
The proposed hybrid optimization method to determine the 
optimal locations, sizes and numbers of WTs runs as follows. 
1) Define PSO parameters and WTs types (size and speed-power 
curves) to be allocated by WTs’ developers. 
2) Set the candidate buses according to wind energy availability.  
3) Model uncertainties through hourly time series analysis for a 
target year as explained in Section 3.5.2. 
4) Calculate the power output of different sizes of WTs based on 
their speed-power curves and calculate WTs’ offer price. 
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5) For each particle, maximize the SW for the considered scenarios 
and evaluate the hourly revenue (i.e. multiplication of WTs’ 
dispatched energy by the LMP for each hour) and initial 
investment cost.  
6) Evaluate the annual revenue and the NPV.  
7) If one of the stopping criteria is reached go to step 9) otherwise 
repeat steps 5)-7) until one of the stopping criteria is reached.  
8) The by-product of the proposed method is the optimal locations, 
sizes and numbers of WTs. 
9) Print the solution.  
 
3.8.3 Simulation Results 
 
After a sensitivity analysis, the best parameters for the PSO have 
been chosen as provided in Table 3.11. The capital costs of the three 
sizes of WTs are listed in Table 3.12.The optimal sizes and numbers 
of WTs at each candidate bus found by the proposed method are given 
in Table 3.13.  
 









c1 c2 ωmax ωmin Maximum 
velocity 
15 20 100 2.5 2.0 0.9 0.4 3 
  
 
Table 3.12. Capital costs of WTs 




Total capital cost 
(M€) 
A 1.2 1200 1.44 
B 2 1120 2.24 
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Table 3.13 The optimal numbers, sizes and capacities of WTs 
obtained by the proposed method 
Bus No. Size Number Capacity (MW) 
6 B 4 8 
9 B 1 2 
14 B 2 4 
28 B 4 8 
30 B 1 2 
38 B 4 8 
40 A 1 1.2 
45 B 4 8 
47 C 1 3 
54 B 4 8 
56 A 4 4.8 
62 B 4 8 
64 B 2 4 
81 B 4 8 
83 B 2 4 
Total capacity 81 
 
It is evident from Table 3.13 that buses 6, 28, 38, 45, 54, 62, and 
81 have the largest installed capacities (i.e. 8 MW equal to 4 WTs of 
size B) while bus 40 has the lowest one (one WT of size A). 
In fact, the number of installed WTs is limited by voltage and 
thermal limits as well as by the bids’ values at each bus. For instance, 
the installed capacity at bus 40 is limited to 1.2 MW (one WT of size 
A) and this is mainly due to the lowest value of both thermal limit of 
the line connecting the buses 39-40 (i.e. 90 A) and the bids’ values of 
DLs if compared to those at the other lines and buses. 
The installed capacity at buses 56 and 64 is 4.8 MW and 4 MW, 
i.e. 4 WTs of size A and 2 WTs of size B, respectively. These buses 
have higher bids and the same thermal limits of the lines H-56 and 63-
64 connecting the buses (i.e. 90 A) if compared to previous case.  
At buses 45 and 54, the DL bids are higher if compared to 
previous cases and the thermal limits of the lines 44-45 and 54-55 are 
respectively 330 A and 180 A. For these reasons, the voltage and 
thermal limits are not binding and the highest capacity at these buses 
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is installed if compared to previous cases (i.e. 8 MW equal to four 
WTs of size B). 
As given in Table 3.14, total WTs capacity of 81 MW is installed 
allowing delivering wind energy of 294550 MWh/year. The total 
capital cost of the investment is equal to 90.99 M€ while the total 
NPV is equal to 248.08 M€.  
In order to evaluate and compare the obtained results, a GA is 
used with a population size and a generation number equal to those of 
the PSO. It can be observed from Table 3.15 that the NPV obtained by 
PSO is higher than that obtained by GA. 
 






GA 20 100 247.48 
PSO 20 100 248.08
 
Fig. 3.17 shows that the total dispatched active power by WTs in 
different wind/load scenarios.  It is observed that it increases 
proportionally to the both load demand and wind generation. In all 
scenarios, the dispatched active power is higher if compared to that 
without WTs in the network.  
The energy delivered over the target year has the highest value in 
the case of 70% load demand and 100% wind generation as shown in 
Fig.3.18 and it is due to the highest value of corresponding hour in 
this case as shown in Fig.3.8.  
 
 









81 294550 90.99 248.08 
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Fig.3.17. Dispatched active power by WTs 
 
 
Fig.3.18. Delivered energy over the year 
 
As regards with SW, it increases proportionally to the both load 
demand and wind generation as shown in Fig.3.19. It is observed that 
in the case of minimum load, i.e. 40%, and maximum wind generation 
level, i.e. 100%, the SW is equal to about 2860 €/h and in the case of 
maximum load and minimum wind generation, the SW is equal to 
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about 2800 €/h while in the case of maximum wind generation level 
and maximum load demand this value is equal to around 6300 €/h 
which is higher if compared to previous cases. It is worth pointing out 
that, in all cases, the SW is higher if compared to that without WTs in 
the network: in the case of 100% wind generation and 40% load 
demand the SW increases about 50% if compared to the case with no 




Fig.3.19. Social welfare 
 
It is evident from Fig.3.20 that the revenue increases 
proportionally to the both load demand and wind generation from 
minimum to maximum. Furthermore, in the case of maximum load 
demand and maximum wind generation, revenue has the highest value 
if compared to other cases while in the case of minimum load and 
minimum wind generation it has the lowest value. In all cases the 
revenue is increased if compared to that with no WTs in the network.  
The relation of revenue with the wind generation and load 
demand, shown in Fig. 3.20, is more complex as it depends on the 
dispatched wind energy and LMPs. 
The supplied load, shown in Fig. 3.21, evidences its direct relation 
with wind generation and its inverse relation with load demand due to 
the network constraints that limit load increase when constraints are 
binding. In the cases of maximum wind generation and 40% to 100% 
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load demand, the values of supplied loads are equal to 100%, 100%, 
100%, 98.99%, 95.74%, 91.50% and 87.84% of the maximum load in 
each case, respectively. It is observed that the value of supplied loads 
has the lowest and highest values in the cases of maximum and 
minimum load demand, respectively.  
The total active power losses are shown in Fig.3.22. The typical 
U-shaped relation of power losses with wind generation and the direct 





Fig. 3.21. Supplied loads 
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(b) 
Fig. 3.23. Locational marginal price at (a) bus 6 and (b) bus 47 
 
Figs. 3.23 (a), (b) show the LMP at buses 6, 47, respectively. The 
LMP at bus 6 has a lower value than that at bus 47 and this is mainly 
due to the thermal limit of the line 39-40 of 90 A that is lower than 
that at the lines 5-6 and 6-7 of 480 A.  
The LMPs in the cases of high wind generation and low load 
demand has the lowest values while for low wind generation and high 
demand are the highest ones. Furthermore, the LMPs in all cases are 
lower if compared to those with no WTs in the network. Therefore, 
the optimal allocation of WTs alleviates network congestion and 
consequently decreases the LMPs. 
 
3.9  Discussion and Conclusion 
In the first part of this chapter, a novel method for optimal 
placement of WTs in distribution networks from the point of view of 
DNOs was proposed. A market-based OPF is used in a way that 
maximizes the SW to determine the optimal capacities and numbers of 
WTs at candidate buses considering different combinations of load 
demand and wind power generation taking into account network 
constraints.  
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With the proposed method not only WTs are optimally allocated but 
also the SW, dispatched active power and supplied loads are increased 
if compared to the case with no WTs in the network.   
The method can be used to assist DNOs to evaluate the performance 
of the network and to plan the WTs integration into distribution 
networks; moreover, it can help DG-owning DNOs to make better 
decisions to allocate WTs by using a more efficient method. 
By yielding location-specific WTs capacity settlement both in terms 
of cost reduction and consumers’ benefits is consistent with actual 
distribution network topology.  
Simulation results verified the capability and effectiveness of the 
proposed method for optimal placement of WTs.  
In the second part, hybrid methods for optimal planning of 
distribution networks within market environment were proposed. 
First, a hybrid GA and market-based OPF is used to jointly minimize 
the annual energy losses, from the point of DNO, and maximize the 
SW considering different combination of wind generations and load 
demands to determine the optimal locations, sizes and numbers of 
WTs to be allocated at candidate buses. 
With the proposed method not only WTs are optimally allocated but 
also the total power losses is decreased and the SW, dispatched active 
power and supplied loads are increased if compared to the case with 
no WTs in the network.   
The proposed method is consistent with the topology of the 
distribution system, thus taking into account the demand willingness 
to buy energy at different buses and can be used to assist DNOs to 
evaluate the performance of the network and to plan the WTs 
integration into distribution networks. Simulation results confirmed 
the capability and effectiveness of the proposed method in optimally 
allocating WTs in distribution networks.   
Second, a hybrid optimization method that combines the PSO and 
the market-based OPF to jointly maximize the NPV associated to 
investment made by WTs’ developers and the SW in DNO acquisition 
market environment is proposed.  
In both deterministic methods, the GA/PSO is used to select the 
optimal sizes among different sizes of WTs while the market-based 
OPF to determine the optimal number of WTs in order to maximize 
the SW considering network constraints. Furthermore, the DNO acts 
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as the market operator of the DNO acquisition market that estimates 
the market clearing price and the optimization process for the active 
power hourly acquisition. The stochastic nature of both load and wind 
is modeled by hourly time series analysis. The method is also able to 
model the correlation among wind resources, i.e. for each range of 
generation capacity of the first wind profile, a layer with the 
coincident hours of demand/generation can be created for the second 
wind power profile. 
The proposed hybrid optimization method offers some advantages 
for WTs investment selection as it is able to integrate the resource 
adequacy evaluation by considering, through LMPs, the outcomes of 
WTs allocation in terms of active constraints release, power losses 
reduction and decrease of the energy imported from the transmission 
network. 
By using the proposed method, WTs can be, in fact, optimally 
allocated at buses where they are more advantageous, i.e. near higher 
loads or in parts of the network where the loads have the higher values 
and the consumers’ benefit is higher. The method can help WTs’ 
developers to better allocate WTs taking into account cost reduction 
and consumers’ benefits; moreover, it considers network constraints 
and LMPs.  
The presented case study highlighted that WTs’ developers by 
optimally allocating WTs at buses with the highest LMPs can both 
improve their profits and increase consumers’ benefits by energy cost 



















Planning of Distribution Networks by Using 
Probabilistic Methods  
 
 
This chapter provides a methodology to simulate the amount of 
wind power that can be injected into the grid as well as the effect of 
wind power penetration on LMPs through the network considering 
uncertainties within DNO acquisition market environment. The 
method is conceived for DNOs to evaluate the amount of wind power 
that can be injected into the grid. In the proposed approach it has been 
assumed that WTs and DLs are owned or managed by the DG-owning 
DNO.   
The uncertainties due to the stochastic nature of wind as well as 
the volatility of WTs’ offers quantity and price are modeled by using 
MCS method. Combined MCS and market-based OPF are used to 
maximize the SW considering different combinations of wind 
generation and load demand over a year. The market-based OPF uses 
CCV approach to generate the appropriate helper variable, cost term, 
objective function is solved by using SCPDIPM considering network 
constraints. The effectiveness of the proposed method is demonstrated 
with an 83-bus 11.4 kV radial distribution system. 
The modeling of uncertainties is described in Section 4.1. The 
structure of the proposed method and simulation procedure are 
discussed in Sections 4.2 and 4.3, respectively. Section 4.4 explains 
the 83-bus test system while Section 4.5 presents some numerical 
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4.1 Modeling Uncertainty 
 
Wind power is one of the most attractive renewable from the 
economic point of view but intermittent source for electricity 
generation; thus, higher amounts of wind power are integrated in into 
power systems all over the world. A large amount of wind power 
integration into the network cause operational challenges such as price 
volatility.  
Several difficulties in engineering and science are exposed to 
uncertainty because of the intrinsic uncertainty of the natural 
phenomena involved and to the unpredictable evolution of the 
variables specifying the functional state of human created 
constructions. Within such a hazardous world, computational 
approaches able to cope with incomplete information allow engineers 
to suggest solutions less sensitive to environmental situations and 
uncontrollable parameters, while concurrently reaching cost reduction, 
profit gains, and reliability enhancement. 
Decision-making problems associated to electricity markets are 
fairly contrary. Indeed, the own mechanisms leading the operational 
of these markets can be taken into account responsible for the 
existence of uncertainties impressing the behavior of market agents. 
For instance, electricity prices are indefinite when producers and 
consumers respectively must submit their offers and bids to the pool. 
Therefore, decisions on the quantity and price of the energy to be sold 
or purchased are made with imprecise knowledge of the final market 
result. Similarly, the time gap between contracts on energy trades and 
their implementation incurs that a producer has to encounter the 
trading procedure with a specified degree of uncertainty for the power 
sources accessibility. As the wind power technology can gain the 
invested costs, wind power producers are interested in participating in 
electricity markets to maximize their profits. In addition to stochastic 
nature of wind, the wind producer has to tackle the volatile market 
prices; thus, the market strategy of a wind producer has to confine the 
uncertainty to reduce the profit variability due to very significant wind 
fluctuation. The uncertainty impact of wind production is removed by 
a balancing mechanism to cover the lack of uncertain production of 
wind power. The balancing mechanism is usually provided by 
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expensive dispatchable energy sources. Therefore, a major concern 
regarding a wind producer is to diminish its need for balancing energy 
[107-109]. 
 
4.1.1 Wind Speed Modeling   
Regardless of various wind speed regimes in different places, wind 
speed differs in a wide range in a given geographic site. Power 
generated by WT depends on the wind speed that varies with time in a 
stochastic manner. Thus, it is required to model wind speed properly 
to study the probabilistic wind power. In some previous works, auto 
regressive and moving average time series have been used to simulate 
the hourly wind speed. Then, the probability of each speed level has 
been calculated by dividing the number of wind speed data in the 
related range by the total number of wind speed data [110]. In this 
thesis, Weibull probability density function (PDF) is used to model 
the wind speed random variations. The Weibull PDF is given by the 
following equation. 






kcvk                            (4.1) 
where v, k and c are the wind speed, the shape coefficient and the 
scale coefficient, respectively. 
 
4.1.2 Wind Turbine Modeling  
The power output is calculated from the WT’s power curve as 
shown in Fig. 4.1 (a). A WT is designed to start producing power at 
cut-in wind speed Vcin and reaches its rated power at Vr, and after that, 
despite increasing wind speed, the power remains constant at Pr up to 
Vco. Mathematical expression of power curve is given as follows 
[111]: 




























                   (4.2) 
 Chapter4 Planning of Distribution Networks by Using Probabilistic Methods      _69 
where A, B, and C are constants determined according to WTs’ 
parameters [112]. Power curve of a 660 kW WT is shown in Fig. 
4.1(b). 
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4.1.3 Modeling of the Quantity and the Price of 
WT’s Offer  
4.1.3.1  WT's Offer Quantity Modeling 
 
The power generated by each WT is derived from a Weibull 
PDF of wind speed and from the WT’s power curve. WT’s offer 
quantity is determined according to the power output. It is 
assumed that at each candidate bus maximum four WTs can be 
allocated, thus, each WT’s offer quantity is supposed to have four 
blocks with the same size, each equal to the generated power of 
WTs.  
 
4.1.3.2  WT’s Offer Price Calculation and Modeling  
 
The volatility in prices arises from the system balancing market 
that determines the energy price for substituting the deviation [113]. 
In the wholesale electricity market, a price for the positive and 
negative energy deviation are settled for each time period, 
respectively. Positive energy deviation is defined as higher production 
or lower consumption than scheduled and negative energy deviation is 
defined as lower production or higher consumption than scheduled. 
These prices represent the energy cost needed to counteract the 
unplanned deviations, and subsequently, they rely on the sign of the 
imbalance (system imbalance).  
Suppose that the price deviation is positive. When there is a 
generation surplus in the network, production excess is generally paid 
at a lower price than the day-ahead marginal price. Hence, those 
market participants causing the positive system imbalance are 
rewarded for their overproduction at market clearing price. They 
achieve revenue smaller than that they would have obtained if they 
had sold their overproduction in the day-ahead market. 
Suppose that the price deviation is negative. When there is a 
generation deficit in the network, those participants responsible for the 
system imbalance has to pay their imbalance at a higher price. Thus, 
the balancing process causes to obtain a lower profit for these market 
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participants compared to that they would have attained by selling only 
their real production in the day-ahead market [114]. 
In the following, the way of calculating WTs offer price is 
explained. Capacity factor (CF) is defined as the ratio of average 
power output to the rated power output of a WT. The CF is computed 
















           (4.3) 
where )(vf is the Weibull PDF. In order to calculate WTs’ offers, 
financial data, i.e. WTs life time, installation cost, depreciation time, 
interest rate, are considered as summarized in Table 4.1 [98, 99]. The 
annual cost for WTs was calculated as described in (3.16). The CF is 
calculated by equation (4.3) and consequently the number of 
equivalent hours over a year is obtained, as given in Table 1. 
  
Table 4.1 Financial Data for Estimating WT’s Offer 
Price 
Life time (years) 20 
Installation cost (€/kW) 1700 
Depreciation time (years) 10 
Interest rate (%) 10 
Number of equivalent hours (MWh/MW) 4010 
Capacity factor (%) 46 
Annual cost (€/kW-year) 280 
Calculated offer (€/MWh) 70 
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Fig.4.2. Histogram of a 660 kW WT’s offer price 
  
By dividing Ann_Cost by number of equivalent hours, the offer 
price for the considered WT is equal to 70 €/MWh. The obtained 
value, with no subsidy, is assumed as minimum value of Normal PDF. 
The histogram of Normal PDF of the offer price of a 660 kW WT is 
shown in Fig. 4.2. The calculated value is considered as the minimum 
value of Normal PDF in order to cover the annual cost for 
depreciation also in the case of negative energy deviation.  
 
 
4.2 Structure of The Proposed Method 
 
The wind speed is modeled by using a Weibull PDF on the basis 
of the WT’s power curve to determine the power output and the offer 
quantities in a DNO acquisition market environment in order to 
perform the MCS.   
The maximum number of WTs that can be allocated at a given bus 
is represented by an equivalent number of blocks in the WT’s offer. It 
is assumed that at each candidate bus maximum four WTs can be 
allocated; therefore, for each generation level there are four blocks 
with the same size equal to the power output of WTs and the same 
price for all blocks.  
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It is assumed that wind power producers do not offer their energy 
production at zero or fixed price and are penalized in the real-time 
market for their energy imbalances. The volatile WTs offer price is 
modeled by using Normal PDF as is explained in following. 
With regards to the bids for DLs, it is assumed that there are four 
blocks per load with different sizes and the same price for all blocks, 
respectively. Discrete load bands are considered as maximum, normal, 
medium and minimum load.   
The DNO is defined as the market operator of the DNO 
acquisition market, which determines the price estimation and the 
optimization process for the hourly acquisition of active power. 
The combined MCS and market-based OPF are used to maximize 
the SW considering different combinations of wind generation and 
load demand over a year. The market-based OPF uses CCV approach 
to generate the appropriate helper variable, cost term, and related 
constraints for any piecewise linear costs. WTs’ offers and bids of 
DLs are taken and treated as marginal cost and marginal benefit 
functions, respectively, then by using the CCV method they are 
converted to the equivalent total cost and total benefit functions and 
plugged into a matrix as piecewise linear costs. 
To the best of our knowledge, no probabilistic method for 
evaluating WTs capacity and LMP in distribution networks from the 
point of view of DNOs in market environment considering 
uncertainties has been reported in the literature. 
The by-product of the proposed method is the probabilistic 
capacity of WTs, the SW and the LMP. The structure of the proposed 
method is shown in Fig.4.3.  
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Fig.4.3.The structure of the proposed method 
 
4.3 Simulation Procedure 
 
The proposed algorithm, conceived to analyze the amount of wind 
power that can be injected into the grid and the impact of wind power 
penetration on LMPs throughout the network, runs as follows. 
1) Set the candidate buses according to wind energy availability.  
2) Define WTs size and speed-power curve.  
3) Model wind speed by using Weibull PDF. 
4) Derive the PDF of the WTs power output based on Weibull PDF 
of wind speed. The power output of WTs is considered as the offer 
quantity.  
5) Calculate the offer price of wind energy producers. 
6) Model the WTs offer price by using Normal PDF and consider the 
calculated value as the minimum value of Normal PDF. It is 
assumed that at each candidate bus maximum four WTs can be 
installed; therefore, for each generation level there are four blocks 
with the same size equal to the power output of WTs and the same 
price for all blocks. 
7) Consider discrete load bands as maximum, normal, medium and 
minimum load over a year. For each band, four blocks for each DL 
with different sizes and the same price for all blocks have been 
assumed.  
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8) Run MCS taking into consideration aforementioned uncertainties 
for different combinations of load demands and wind generations.  
9) For each sample, maximize the SW by using the market-based 
OPF subject to network constraints. 
10) The by-product of the proposed method is the probabilistic SW, 
the LMP and the capacity of WTs.  
Note that the formulation and description of the DNO acquisition 
market was provided in Chapter 3.  
 
4.4 Test System Description 
 
In this section, the distribution system to test the proposed method 
is described. The following analyses are based on an 83-bus 11.4-kV 
radial distribution system whose data are given in [4]. The eleven 
feeders are supplied by two 20 MVA, 33/11.4 kV transformers. The 
one line diagram of the distribution system was shown in Fig. 6.3 
(Chapter 3). Discrete load bands are considered as maximum, normal, 
medium and minimum load. The loading level for each band is given 
in Table 4.2. In order to test the proposed method, the following 
assumptions are considered. It is assumed that the considered WTs 
operate at unity power factor. The Weibull PDF of the considered 
wind speed is shown in Fig. 4.4(a). In this paper, the parameters of 
Weibull PDF as explained in Section 3, i.e. c and k, are assumed to be 
equal to 10 and 3, respectively. The derived PDF of the WT’s power 
output is shown in Fig. 4.4(b).  
Here, only WTs of size of 660 kW are considered by DG-owning 
DNOs even if considering different sizes simultaneously is also 
possible. The maximum number of WTs that can be allocated at a 
given bus is represented by an equivalent number of blocks in the 
WT’s offer. At each candidate bus it is assumed that maximum four 
WTs can be allocated; this requirement is regulated by the accessible 
land for building WTs. Thus, for each generation level there are four 
blocks of the same size equal to the power output of WTs and the 
same offer price for all blocks. The offer price has been modeled by a 
Normal PDF with a minimum price of 70 €/MWh while for the bus 
connecting the distribution network to the transmission one the offer 
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at constant price of 120 €/MWh is assumed. The mean and variance 
values for Normal PDF are assumed as 75 and 1, respectively. 
Voltage limits are taken to be ±6% of nominal value, i.e. Vmax= 
1.06 p.u. and Vmin= 0.94 p.u., and the feeders’ thermal limits are given 
in Table 4.3 and vary between 40 and 480 A. The total fixed load is 
5.4 MW. Regarding the bids for DLs, it is assumed that there are four 
blocks per demand bid with different sizes as presented in Table 4.4 
and the same price of 250 €/MWh for all blocks. 
 
Table 4.2 Loading level 
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(b) 
Fig.4.4. (a) Weibull PDF of wind speed, (b) PDF of the WT power output 
 
Table 4.3 Existing wires 
Wires Amps 
A-1, 1-2, 2-3, 3-4, 4-5, 5-6, B-11, 12-13, C-15, D-25, E-30, F-43, 44-45, 
G-47, 48-49, H-56, 57-58, I-65, 66-67, J-73, K-77, 78-79 
480 
7-8, 15-16,16-17, 17-18, 19-20, 20-21, 26-27, 27-28, 32-33, 33-34, 34-35, 
35-36, 36-37, 37-38, 38-39, 49-50, 50-51, 51-52, 52-53,57-58, 58-59, 59-
60, 60-61,67-68, 68-69, 79-80, 80-81 
330 
21-22,21-23, 23-24, 28-29, 41-42, 53-54, 61-62, 62-63, 69-70, 70-71, 71-
72, 74-75, 75-76 
180 
30-31, 56-57, 77-78 60 
7-9, 46-47, 63-64 50 
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Table 4.4 Bids of Dispatchable loads 








1 6 0.4 0.4 0.4 0.4 
2 9 0.4 0.4 0.4 0.4 
3 14 0.4 0.4 0.4 0.4 
4 28 0.4 0.4 0.4 0.4 
5 30 0.4 0.4 0.4 0.4 
6 38 0.4 0.4 0.4 0.4 
7 40 0.4 0.4 0.4 0.4 
8 45 0.4 0.5 0.4 0.4 
9 47 0.5 0.5 0.4 0.4 
10 54 0.5 0.5 0.4 0.4 
11 56 0.5 0.5 0.4 0.4 
12 62 0.5 0.5 0.5 0.5 
13 64 0.5 0.4 0.5 0.4 
14 81 1.0 0.5 0.5 0.5 
15 84 0.5 0.5 0.5 0.5 
16 44 0.5 0.5 0.5 0.5 
17 46 0.5 0.5 0.4 0.4 
18 51 0.5 0.5 0.4 0.4 
19 53 0.5 0.5 0.5 0.5 
20 55 0.5 0.5 0.4 0.4 
21 59 0.5 0.5 0.4 0.4 
22 63 1.0 0.5 0.4 0.4 
23 67 1.0 0.5 0.4 0.4 
24 69 0.4 0.4 0.4 0.4 
25 73 1.0 1.0 0.4 0.4 
26 75 1.0 1.0 0.4 0.4 
27 77 0.4 0.4 0.4 0.4 
28 79 1.0 0.4 0.4 0.4 
29 82 0.4 0.4 0.4 0.4 
 
4.5 Simulation Results 
 
The proposed method was applied to the abovementioned 
distribution network and implemented in the MATLAB® environment 
incorporating some features of MATPOWER. Combined MCS 
technique and market-based OPF are used to maximize the SW 
considering different combinations of wind generation and load 
demand over a year. 
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The market-based OPF is solved by previously described 
SCPDIPM considering network constraints. MCS runs for different 
load bands, as presented in Table 4.2, throughout a year considering a 
sample every 15 minutes.  
 
 
Fig.4.5. Mean of injected wind power for different load bands 
 
Fig.4.5 shows the mean of injected wind power at buses 9, 40, 62, 
and 64 for different load bands. The amount of wind power that can be 
injected into the network is limited by the voltage and thermal limits 
as well as by the bids’ values at each bus. 
At bus 40 the mean of injected wind power at maximum load has 
the lowest value (i.e. about 600 kW) if compared to that at other 
buses. This is mainly due to the lowest value of both thermal limit of 
the line 39-40 connecting the buses (i.e. 40 A) and the bids’ values of 
DLs if compared to those at the other lines and buses. A higher 
amount of wind power at maximum load at bus 9 is injected if 
compared to previous case (i.e. about 800 kW). It is mainly due to the 
higher thermal limit of the line 7-9 connecting the buses (i.e. 50 A) 
and higher bids’ values at this bus if compared to previous case. At 
bus 64 with the higher bids’ values and the same thermal limit of the 
line connecting this bus to the network if compared to previous case, a 
higher amount of wind power is injected that is essentially owing to 
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the higher bids’ values. It is evident from Fig.4.5 that the highest 
amount of wind power at bus 62 is injected. It is because of the higher 
thermal limit of the line 61-62 connecting the buses (i.e. 180 A) and 
the higher bids’ values compared to previous cases. It is seen that at 
all buses by increasing the load, a higher amount of wind power is 
injected. 
Different numbers of WTs, from one to four, have been considered 
in order to assess their impact on the LMPs. Figs. 4.6(a),(b) show the 
mean of LMP at buses 14 and 54 for different number of installed 
WTs and load bands. The mean of LMP at bus 14 for different number 
of WTs at maximum load vary between 140 and 130 €/MWh, while at 
bus 54 between 120 and 85 €/MWh.  
By increasing the number of installed WTs, from one to four, at 
bus 54 for all load bands the mean of LMP decreases of about 30% 
while this value at bus 14 the mean of LMP decreases of about 7%. 
This is mainly due to the lower thermal limit of line 54-55 of 40 A.  
For all load bands, in the case when four WTs are installed the 
mean of LMP at bus 54 varies between around 80 €/MWh and 90 
€/MWh while at bus 14 between 100 €/MWh and 125 €/MWh. The 
higher thermal limit of 180 A of the line 53-54 connecting the WT at 
bus 54 to the network allows the injection of about all the generated 
wind energy into the network for all load bands. Instead, the lower 
thermal limit of 40 A of the line 12-14 connecting the WT at bus 14 to 
the network constrains the wind power injection, thus increasing the 
LMP.  
By increasing the number of installed WTs buses connected by 
congested lines, the decrement in the mean of LMP is small while at 
the buses connected by uncongested line this value decreases 
drastically. As a result, the impact of a growing wind generation on 
LMPs translates into a decrease in the mean of LMP except when 
some lines are congested, thus limiting wind energy exploitation. 
Furthermore, the mean of LMP proportionally decreases to the 
number of installed WTs and increases to the loading level.  
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Fig.4.6. Mean of LMP for different number of installed WTs and loading levels at 
(a) bus 14 and (b) bus 54 
 
The probabilistic SW for different loading levels when maximum 
four WTs are installed in the network is shown in Fig. 4.7. The 
increases proportionally to the load demand, in the case of maximum 
load, the maximum SW is about 3800 €/h while in the case of 
minimum load it is about 2000 €/h.  
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Fig.4.7. Social welfare at (a) Minimum, (b) Medium, (c) Normal and (d) Maximum 
load 
 
The mean of SW for different number of installed WTs and 
loading levels is shown in Fig. 4.8. In the case of maximum load and 
when one WT is installed in the network, the mean of SW is equal to 
about 2700 €/h while in the case when four WTs are installed it is 
equal to around 3400 €/h. It is worth pointing out that, for all loading 
levels, the SW increases by augmenting the wind generation (i.e. the 
number of installed WTs). It is seen that by increasing the number of 
installed WTs from one to four, the SW increases about 30%. As a 
result, the SW increases proportionally to the both load demand and 
the number of installed WTs.  
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Fig.4.8. Mean of social welfare for different number of WTs and loading levels  
 
4.6 Discussion and Conclusion 
 
In this chapter, a probabilistic method to evaluate the effect of WTs 
integration into distribution networks within market environment was 
proposed. Combined MCS and market-based OPF are used to 
maximize the SW considering different combinations of wind 
generation and load demand over a year. MCS is used to model the 
uncertainties related to the stochastic nature of wind and the volatility 
of WTs’ offer quantities and prices. 
The main contributions of this chapter are as follows: 
1)  to provide a probabilistic methodology for assessing the SW and 
the amount of wind power that can be injected into the grid as well 
as the impact of wind power penetration on LMPs throughout the 
network within market environment considering uncertainties; 
2) to model uncertainties due to the stochastic nature of wind as well 
as the volatility of WTs’ offer price and quantity through MCS 
approach; 
3) to maximize the social welfare by using market-based OPF 
considering different combinations of load demand and wind 
generation over a year; 
4) to provide a tool for DG-owning DNOs to better allocate WTs by 
considering cost reduction and consumers’ benefits. 
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The method can be utilized as a simulation tool to investigate the 
probabilistic SW and the impact of wind power penetration on LMPs 
throughout the network. Furthermore, it allows characterizing how 
LMP varies as a result of increasing wind power penetration. It also 
can be used as a basic tool for DNOs to estimate the amount of wind 
power that can be injected into the network considering cost reduction 
and consumers’ benefits. 
The proposed probabilistic method can assist DNOs evaluate the 
performance of the network and to plan the WTs integration into 
distribution networks. Furthermore, it can help DG-owning DNOs to 
make better decisions to allocate WTs by using a more efficient 
method. The method can help DNOs to assess the impact of wind 







Control of Distribution Networks 
 
This chapter introduces a fuzzy controller to improve the FRT 
capability of WTs during both voltage sags and swells in weak 
distribution networks. Section 5.1 introduces the background of the 
problem. Grid code requirements and FRT capability are presented in 
Sections 5.2. The WT generator system and capability limits of DFIG 
based WTs are explained in Sections 5.3 and 5.4, respectively.  The 
description of the proposed FRT approach and the fuzzy controller 
design are discussed in Sections 5.5 and 5.6, respectively. Case studies 
and simulation results are discussed in Section 5.7. Discussion and 
conclusion are provided in Section 5.8. 
 
5.1 Introduction  
 
Recently, the most popular type of WTs installed worldwide is the 
variable speed wind turbines, which has better advantages such as 
controllability of speed and flexible operation compared with fixed 
speed wind turbines. Other advantages of using variable speed 
generators include improved power quality, speed control, reduced 
mechanical stresses, decoupled control of active and reactive power as 
well as more power generation than fixed speed generator under the 
same circumstances [116]. Two types of variable speed generator are 
commonly used. First type is direct-drive synchronous generator 
which is completely decoupled from the grid by a power electronics 
converter connected to the stator winding. The grid side of this 
converter is a voltage source converter. The generator side can be a 
voltage-source converter or diode rectifier. The direct-drive generator 
is excited using an excitation winding or permanent magnets. Another 
type is DFIG which also uses power electronics. One end of a back-to-
back voltage-source converter feeds the three-phase rotor winding and 
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other end connected to stator winding or power grid. Among the two 
types, DFIG is more favorable due to the following facts. 
 Economical converter cost, because converter rating generally 
can be 10-40% of total system power, while the speed range is 
also 33% around the synchronous speed.  
 Cost effective converter filters and EMI filters since filters are 
rated for 0.1-0.4 p.u. of the total system power, and converter 
harmonics represent a smaller fraction of total system 
harmonics. 
 DFIG converter is able to decouple control of active and 
reactive power.  
During the fault, disconnection of wind generator can take place if 
the wind generator does not support the voltage dip or sag. 
Disconnecting a wind generator too quickly could have a negative 
impact on the power system grid, especially with large wind farms. 
Another issue is the mechanical power output from wind generator 
which is directly proportional to the torque of WT. During wind speed 
fluctuation, the output voltage will also fluctuate. If voltage 
fluctuation is out of the limit, it introduces negative impact on the 
power system. From economic point of view, tracking optimum power 
from wind is economically effective for wind turbine operators. 
Present day technology is available to ensure that the WT is connected 
to the grid during fault or network disturbance. Additional circuitry is 
utilized in order to overcome FRT capability or voltage regulation but 
at the expense of additional cost.  
To enhance the FRT capability of WTs, several methods have been 
proposed.                                                                                                                         
A novel control strategy for FRT capability improvement of DFIG 
based WTs based on a controller using H∞ technique and µ-analysis 
was proposed in [117]. In [118], the authors studied the performance 
of the DFIG based WTs during voltage sag caused by an external 
short circuit fault. 
A comprehensive time domain model of DFIG using decoupled dq 
controller was described in [119], which was proposed to keep 
generator operating during transient grid faults. In [120], the authors 
investigated the FRT capability of WFs and the performance of 
converter protection schemes based on various resistor protections 
with crowbar and series dynamic resistor. In [121], the authors used a 
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real time digital simulator (RTDS) to introduce a new control strategy 
for FRT enhancement of WTs with DFIG and as well as used current 
limiters which are controlled by Thyristor switches to counter the 
effect of fault on DFIG operation. In [122], the authors utilized a five-
level cascade multilevel inverter based STATCOM to enhance the 
FRT control strategy of WFs as well as to alleviate voltage 
fluctuation. The improvement of dynamic model of DFIG wind 
generator and controllers for network unbalance gird FRT capability 
using PI-R current regulators was analyzed in [123]. The improvement 
includes control of the GSC and RSC, respectively during voltage 
unbalance. Authors in [124] discussed the enhancement of the fault 
ride through capability, which was achieved by inserting a series-
connected voltage-source converter during the fault. 
 
5.2 Grid Code Requirements and FRT 
Capability 
 
In recent years, the increasing penetration of WTs into power 
systems has led power system operators to develop new grid code 
requirements for WTs in many countries. These requirements impose 
WTs operators to deal with some aspects such as FRT capability, 
reactive power control, and voltage control. This implies that the WTs 
connection into a distribution system requires coordination with 
voltage and reactive power control. Several countries have provided 
different grid codes depending on their system characteristics and 
operation standards such as the codes from E. ON Netz Germany, 
Denmark, Belgium, the U.K., Spain, the Netherlands, USA, and 
Canadian TSO Hydro-Quebec [125]. The Nordic grid code from 
Nordel [126] specifies the technical requirements that new WTs 
should have in order to be connected at the transmission network and 
provide acceptable safe operation and reliability. Belgium grid code 
[127], provided by the Belgian TSO, Elia, applies to the grids with the 
voltage levels 30–70 kV and 150–380 kV. This code discriminates 
different kinds of voltage disturbances. German grid code from E.ON 
Netz [128,129] applies to the grids with the voltage levels 110, 220 
and 380 kV.  
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Denmark grid code [130] relates to the WTs connected to the grids 
with the voltages below 100 kV. Fig. 5.1 illustrates the FRT 
requirements of the Danish grid code. Apart from the FRT 
requirements of Fig.1, WFs must disconnect if the voltage increases 
above 1.2 p.u.. Additional requirements for voltages below 100 kV 
define that a WT must remain connected after the faults in the 
distribution system as listed below. 
 Three-phase short circuit lasting 100 ms (five cycles), 
 two-phase short circuit with/without earth lasting 100, ms (five 
cycles), followed by a new fault 300–500 ms (15–25 cycles), 
lasting also 100 ms (five cycles), 
 at least two two-phase short circuits within 2 min, 
 at least two three-phase short circuits within 2 min, 
 at least six two-phase short circuits at 5-min intervals, 
 at least six three-phase short circuits at 5-min intervals. 
When the voltage at the PCC is above the FRT curve, i.e. the area 
labeled: “must stay connected”, the WT must remain connected. The 
curve can be divided into four areas according to the voltage 
variations. In area 1, the faults last up to 0.1 s and the voltage 
magnitude at the PCC is equal to or greater than 0.2 p.u. and WTs 
must remain connected to the network.  Area 2, between 0.1 to 0.75 
seconds, defines a growth recovery voltage from 0.2 to 0.7 p.u. in a 
mentioned period. The main challenge in this area is adjusting of 
protection system to ensure the voltage change during the voltage 
restoration. Area 3, between 0.75 to 10 seconds, describes the system 
recovery with voltage sag to 0.7 p.u.. Area 4, between 10 to 100 
seconds, describes the full normalization after 10 seconds voltage sag, 
the voltage should be no less than 0.9 p.u.. Regarding voltage swells, 
in the area between 0.2 to 90 seconds if the voltage increases above 
1.1 p.u., the WTs must be disconnected.   
When the voltage at the PCC is above the FRT curve, i.e., the area 
labeled “must stay connected,” the WT must remain connected. The 
curve can be divided into four areas according to the voltage 
variations. In area 1, the faults last up to 0.1 s, the voltage magnitude 
at the PCC is equal to or greater than 0.2 p.u., and WTs must remain 
connected to the network. Area 2, between 0.1 and 0.75 s, defines a 
growth recovery voltage from 0.2 to 0.7 p.u. in a mentioned period. 
The main challenge in this area is adjusting of the protection system to 
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ensure the voltage change during the voltage restoration. Area 3, 
between 0.75 and 10 s, describes the system recovery with voltage sag 
to 0.7 p.u. Area 4, between 10 and 100 s, describes the full 
normalization after the 10 s voltage sag; in this case, the voltage 
should not be less than 0.9 p.u. Regarding the voltage swells, in the 
area between 0.2 and 90 s, if the voltage increases above 1.1 p.u., the 
WTs must be disconnected. The aim of modern grid codes is 
supporting voltage during a voltage drop by compensating the reactive 
power. During voltage sag, the additional reactive current is relied on 
the value of the voltage sag. The minimum limit according to the 
Danish grid code for voltage sags is described by the following 
formulation: 
 
2)//()/(  nnq VVII    for   2)/(5.0  nVV  
 
1)/(  nq II          for    5.0)/(  nVV                                   (5.1) 
where  
0qqq III     ,     0VVV   
nI  is the rated current, qI is the quadratic axis current (reactive 
component), 0qI  is the pre-fault reactive component, nV  is the rated 
terminal voltage, V  is the generator terminal voltage during fault, and 
0V  is the pre-fault terminal voltage. 
It is assumed that the pre-fault voltage and pre-fault reactive current 
are 1 and 0 p.u., respectively. According to Fig. 5.2, the wind power 
plant in area B must have a controller to control the reactive power in 
the presence of fault sequences. When voltage drops by 50%, the 
maximum reactive current must be injected by the system. As a larger 
amount of reactive current during the fault is needed, the controller’s 
objective is, therefore, increasing the amount of reactive current 
during voltage sag. 
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Fig.5.2. Requirement for reactive power supply during voltage drops 
 
 
5.3 Power Electronics for Generators 
 
Nowadays, the WTs in the market mix different advanced notions 
with proven technologies for generators and power electronics. In this 
Section, the existing status of generators and power electronics in WT 
concepts from an electrical viewpoint is described. It explains 
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traditional and new notions of generators and power electronics 
concerning technical and economic aspects [59]. 
 
 
5.3.1  Overview of WT topologies 
 
WTs can operate either with a fixed speed or a variable speed. 
 
5.3.1.1  Fixed-Speed WTs 
In the past, the typical WTs operated at fixed speed. This means 
that regardless of the wind speed, the rotor speed of WT is fixed and 
specified by the network frequency, the gear ratio and the generator 
design. Fixed-speed WTs (FSWTs) are equipped with an induction 
generator i.e. squirrel cage or wound rotor that is directly connected to 
the grid by means of a soft-starter and a capacitor bank in order to 
compensate reactive power. 
These are designed to reach maximum efficiency at a specific 
wind speed. The FSWTs generator has two winding sets: one of them 
is utilized at low wind speeds (usually 8 poles) and the other one at 
medium and high wind speeds (usually 4-6 poles). The FSWT has 
some advantages and disadvantages. The advantages are simple, 
robust and reliable and well-proven and the low cost of its electrical 
parts and disadvantages are an uncontrollable reactive power 
consumption, mechanical stress and limited power quality control. 
Because of the fixed-speed operation, the wind speed variations are 
transferred in the mechanical torque and consequently into the grid 
power. In weak grids, the power variations cause huge voltage 
oscillations, which result in substantial line losses. 
 
5.3.1.2  Variable-Speed WTs 
 
Recently, the variable-speed WT (VSWTs) has become the 
dominant type among the installed WTs. VSWTs are designed to 
reach maximum efficiency within a large variety of wind speeds. In 
variable-speed operation mode, it is possible to adapt the rotating 
speed ω of the WT to the wind speed v. This way, the tip speed ratio λ 
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is retained constant at a pre-specified value that relates to the 
maximum power coefficient.  
In a VSWT the generator torque is preserved constant and the 
wind fluctuations are absorbed by variations in the generator speed.  
The electrical system of a VSWT is more complex than that of a 
FSWT. It is usually equipped with an induction or synchronous 
generator and connected to the grid via a power converter. The 
generator speed is controlled by the converter which the power 
variations resulted from wind fluctuations are absorbed generally by 
variations in the speed of rotor and accordingly in the rotor speed of 
WT. The advantages of VSWTs are an augmented energy capture, 
enhanced power quality and reduced mechanical stress on the WT. 
The disadvantages are power losses in power converters, the 
utilization of additional components and the tools augmented cost 
owing to the power electronics. The presentation of VSWT types 
augments the number of appropriate types of generator and presents 
several degrees of freedom in the mixture of generator and converter 
types. 
 
5.3.2  State of the Art Generators 
 
The classification of WTs’ configurations are explained in the 
following in terms of speed control and the of power control type. 
There are four diverse types of WTs, as shown in Figure 5.3. WT 
configurations can be classified regarding the type of power (blade) 
control: stall, pitch, active stall. Table 5.1 shows the various types of 
WT configurations, taking into consideration speed and power control 
criteria. Every combination of these two criteria obtains a label; for 
instance, Type A0 represents the fixed-speed stall-controlled WT. The 
grey zones in Table 5.1 demonstrate the combinations that, nowadays, 
are not utilized in the WT manufacturing (e.g. Type B0). 
 













Partial scale frequency converter
Type C  
 
      
 
Fig.5.3. Typical wind turbine configurations. SCIG= squirrel cage induction 
generator; WRIG= wound rotor induction generator; PMSG= permanent magnet 
synchronous generator; WRSG= wound rotor synchronous generator. The broken 
line around the gearbox in Type D configuration indicates that there may or may not 
be a gearbox.  
 
In this Section, the standard WT types, as shown in Figure 5.3 and 
Table 5.1 are investigated. The typical WT configurations, their 
advantages and disadvantages are introduced in the following. 
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Table 5.1 Wind turbine concept
Speed control Power control 
Stall Pitch Active 
stall 
Fixed speed Type A Type A0 Type A1 Type A2 
Variable 
speed 
Type B Type B0 Type B1 Type B2 
Type C Type C0 Type C1 Type C2 
Type D Type D0 Type D1 Type D2 
Note: The grey zones indicate combinations that are not in use in the 
wind turbine industry today.
 
5.3.2.1  Type A: Fixed Speed 
 
This configuration represents the FSWT with an asynchronous 
squirrel cage induction generator (SCIG) directly connected to the 
grid through a transformer as shown in Fig.5.1. Since the SCIG draws 
reactive power from the grid, this configuration uses a capacitor bank 
for reactive power compensation. A smoother grid connection is 
achieved by using a soft-starter. Without concerning of the power 
control fact in a FSWT, the wind oscillations are converted into 
mechanical variations and thus into power oscillations. Owing to the 
voltage variations, the FSWT draws variable quantities of reactive 
power from the utility grid that augments the voltage variations and 
the line losses. Therefore, the major disadvantages of this 
configuration are that it doesn’t provide speed control, it needs a stiff 
grid and its mechanical structure has to be capable to bear high 
mechanical stress. All three types of the fixed-speed WT of Type A 
i.e. Types A0, A1 and A2 are used in the WT industry and can be 
described as follows. 
 
5.3.2.2 Type A0: Stall Control 
This is the formal notion applied by numerous Danish WT 
manufacturers through the 1980s and 1990s. It has become so much 
popular due to its comparatively low price, easiness and robustness. 
Stall-controlled WTs cannot perform aided startup, which means that 
the power of the WT cannot be controlled through the connection 
sequence. 
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5.3.2.3 Type A1: Pitch Control 
The key advantages of a Type A1 WT are that it simplifies power 
controllability, controlled startup and emergency stopping. Its main 
disadvantage is that, at high wind speeds, even small variations in 
wind speed cause large fluctuations in output power. The pitch 
mechanism is not fast enough to avoid such power fluctuations. By 
controlling the blade, slow fluctuations in the wind can be 
compensated. 
 
5.3.2.4 Type A2: Active Stall Control 
This configuration mainly keeps all the power quality features of 
the stall-regulated system. The enhancements demonstrate a better use 
of the whole system, accordingly the usage of active stall control. One 
disadvantage is the high price resulting from the pitch control 
mechanism. As shown in Fig. 5.1 and Table 5.1, the variable speed 
notion is utilized by all three configurations including Types B, C and 
D. Because of power restriction considerations, the variable speed 
concept is used actually nowadays along with a fast-pitch mechanism. 
Variable speed stall or variable speed active stall controlled WTs are 
not taken into account here as potentially they don’t have the ability to 
rapidly reduce the power. Hence, as presented in Table 5.1, Types B0, 
B2, C0, C2, D0 and D2 are not utilized nowadays in WT industry. 
 
5.3.2.5  Type B: Limited Variable Speed 
 
This configuration relates to the restricted VSWT with variable 
generator rotor resistance, known as OptiSlip. It utilizes a wound rotor 
induction generator (WRIG). The generator is directly connected to 
the grid and a capacitor bank does the reactive power compensation. A 
soft-starter is used in order to have a smoother grid connection. The 
distinctive characteristic of this configuration is that it has a variable 
extra rotor resistance, which can be altered by controlled converter 
mounted on the rotor shaft. The rotor resistance can be altered and 
therefore controls the slip. Therefore, the power output in the system 
is controlled. The range of the dynamic speed control depends on the 
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size of the variable rotor resistance. Usually, the speed range is 0–10% 
above synchronous speed.  
 
5.3.2.6  Type C: variable speed with partial scale frequency 
converter 
This configuration, known as the DFIG concept, corresponds to 
the limited variable speed WT with a WRIG and partial scale 
frequency converter in the rotor circuit. The partial scale frequency 
converter carries out the reactive power compensation and the 
smoother grid connection. Normally, the speed varies in the range of 
synchronous speed of -40 to +30 %. The lesser frequency converter 
makes this notion interesting from an economical perspective. The key 
disadvantages are the usage of slip rings and protection in the case of 
grid faults. 
 
5.3.2.7  Type D: Variable Speed with Full- Scale 
Frequency Converter 
 
This configuration relates to the VSWT, with the generator 
connected to the grid throughout a full-scale frequency converter. The 
frequency converter carries out the reactive power compensation and 
the smoother grid connection. The generator can be excited 
electrically by wound rotor synchronous generator (WRSG) or WRIG 
or by a permanent magnet synchronous generator (PMSG). Some 
VSWT systems haven’t gearbox (see the dotted gearbox in Figure 
5.1). In these cases, a direct driven multi-pole generator with a large 
diameter is used.  
 
5.3.3  State of the Art Power Electronics 
 
The VSWT notion needs a power electronic system that is able to 
adjust the frequency and voltage of the generator. Prior to 
demonstrating the existing status regarding power electronics, it is 
essential to know why it is attractive to utilize power electronics in 
future WTs. Table 5.2 shows the advantages and disadvantages of 
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using power electronics in WTs for both the WT and the grid to which 
the WT is connected. 
 
Table 5.2 Advantages and disadvantages of using power electronics in 
WT systems  
Power electronics 
properties  
Advantages Disadvantages  
Controllable 
frequency 
 (important for the 
wind turbine) 
 Energy optimal 
operation 
 Soft drive train 
 Load control 
 Gearless option 






(important for the grid) 
 Controllable active and 
reactive power 
 Local reactive power 
source  
  Improved network 
(voltage) stability  
 Improved power quality 
 reduced flicker 
level 
 filtered out low 
harmonics 





5.4  Wind Turbine Generator System 
 
A DFIG is a wound rotor induction generator with the stator 
connected to the grid directly and with the rotor connected to the 
network through a back to back converter. The schematic of DFIG 
based WT is shown in Fig. 5.4. The aim of the RSC is to control the 
active and reactive power on the grid separately, while the GSC has to 
maintain the DC-link voltage at a set value [131]. A detailed 
description of the control systems for both the converters can be found 
in [132].  
The relation between the wind speed and aerodynamic torque in a 
turbine can be described by the following equation: 
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where Pw and Tw are the power and aerodynamic torque extracted 
from the wind in (W, N.m). ρ is the air density ( kg/m3), R is the wind 
turbine rotor radius (m), Vw is the equivalent wind speed (m/s), θ is the 
pitch angle wind turbine blade (deg), λ= (ωrot R)/Vw is the tip speed 
ratio, where ωrot is the wind turbine rotor speed (rad/s) and CP is the 
aerodynamic efficiency of the rotor. CP may be expressed as a 
function of the tip speed ratio (λ) and pitch angle (θ) by the following 
equation: 
 /5.12)54.0/116(22.0  eCP                                        (5.4) 
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5.4.1 DFIG-Based WT Capability Limits 
 
In steady state, the DFIG capability limits are obtained by 
considering the stator- and rotor-rated currents as well as calculating 
the total capacity limits of WT. These currents are related to stator and 
rotor heating because of Joule’s losses. 
 
5.4.1.1 Stator Current Limit 
 
The limit of stator current considers the heating owing to the Joule’s 
losses of stator winding. When the rated current and voltage of stator 
are considered in p.u., the stator current limit can be expressed as 
follows.  
)3( 2222 SSSS IUQP                   (5.5) 
 
where SU , SI , SP , and SQ  are the voltage, current, active power and 
reactive power of the stator, respectively. Eq. (5.5) expresses that the 
locus of maximum stator current in the PQ plane is a circle centred at 
the origin, with a radius equal to the apparent power of stator as 
shown in Fig. 5.5. 
 
5.4.1.2 Rotor Current Limit 
The rotor current limit considers the heating owing to the Joule’s 
losses of the rotor winding. The active and reactive powers of stator 
can be formulated at the rated voltage of stator as follows: 
2
sin , cos .SM MS S R S S R
S S S
UX X
P U I Q U I
X X X
d d= = -
                         (5.6) 
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Fig.5.5. DFIG capability limits 
 
5.4.1.3  Total Capability Limits 
 
The total active power of the DFIG fed into the grid is the sum of 
the stator and rotor active power. 
RST PPP                                                                                 (5.7) 
where 
SR sPP                                                                                    (5.8) 
 
ST PsP )1(                                                                                (5.9) 
where TP  is the total active power of the DFIG fed into the grid, SP is 
the stator active power, and RP is the rotor active power. 
 
5.4.1.4 Maximum and Minimum Reactive Power Limits  
 
From (5.6), the following equation can be obtained: 
2
2 2 2( ) ( ) .S MS S S R
S S
U X
P Q U I
X X
+ + =
           (5.10) 
 












. The active and reactive power of 
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stator can be expressed as a function of the maximum allowable 
current of rotor and stator [133]:  
 












QP                                       (5.12) 
Equation (11) represents a circumference centered equal to the stator 






3 , 0]. Substituting (5.8) and (5.9) into (5.11) and 






























                                  (5.14) 
The DFIG capability limits according to (5.13) and (5.14) can be 
achieved by taking into consideration the stator and rotor maximum 
currents maxSI  and maxRI , respectively.  
The capability curve of a 9 MW WF considered in this work 
during normal operation is shown in Fig. 5.6. According to the 
capability curve of the considered WFs, the limits of the reactive 
power that the WFs can inject or absorb are 2.5 and 8 MVAr, 
respectively and they have been considered for designing the fuzzy 
controller.  
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Fig.5.6. Capability curve of a 9 MW wind farm in normal operation 
 
 
5.5 Proposed FRT approach 
 
5.5.1  Strategy  
 
In this chapter, a fuzzy controller for improving FRT capability in 
variable speed WTs is designed in order to compensate the voltage 
variations at the PCC by controlling simultaneously the reactive and 
active power generated by WFs. The schematic and the strategy of the 
proposed fuzzy controller are shown in Figs. 5.7, 5.8, respectively.  
In the case of voltage sag, the reference signal for the reactive 
power (Qref) is sent by fuzzy controller in order to compensate voltage 
sag effects.  
In the case of voltage swell, when the absorbed reactive power is 
enough to compensate voltage swell, there is no need to reduce the 
active power by using the reference signal for the active power 
production (active power modulator). The active power modulator, 
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that is sent by fuzzy controller to the RSC of WTs, varies in the range 
[0 1] to reduce the active power production. Furthermore, during a 
voltage swell, when the absorbed reactive power is not enough to 
lower the voltage at the PCC, the active power modulator is regulated 
to decrease the active power and increase the absorbed reactive power 
according to the following formula:  
22 PSQ                                                                  (5.15) 
where S is the power converter size, given as maximum apparent 




Fig.5.7. Schematic diagram of the proposed FRT approach  
 
In this case, WFs will not generate the maximum active power, but 
this will positively affect the voltage regulation at the PCC: 1) within 
the limited size of the power converters of DFIG, the active power 
reduction will increase the maximum reactive power that can be 
absorbed by WFs, 2) the active power reduction, in low or medium 
voltage weak networks with long feeders characterized by a high R/X 
ratio, can affect the voltage drop on the feeders, therefore, 
contributing to decrease the voltage at the PCC. 
Note that the proposed method is also able to compensate voltage 
variations in the normal operation if some network constraints are 
violated. For instance, in normal operation when the voltage 
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constraints are violated at the connection buses of the WFs, the 
controller is able to inject or absorb the reactive power according to 
capability curve of WFs up to 2.5 or 8 MVAr, respectively in order to 
compensate voltage variations. 
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5.5.2     Grid Code Requirement and Reactive Power 
Compensation 
 
Reactive power must be injected to the grid to support grid voltage 
recovery during voltage sag. According to Danish grid code, as shown 
in Fig.5.2, when the depth of voltage sags is 50%, the maximum 
reactive power (100% of the generation system rating) must be 
injected into the grid in order to compensate voltage variations. In the 
proposed control strategy, when voltage drops by 50%, the maximum 
reactive power (current) can be injected by DFIG converters. 
According to Fig.5.1, with the proposed method all WFs in different 
cases can successfully fulfill the FRT requirements and remain 
connected to the grid.  
 
5.6 Description of Fuzzy Logic Controller  
 
Due to nonlinearity of power system and linearization problems, 
the control of variable speed WTs may not be performed correctly 
with conventional control methods. For example, a PI controller 
design may require identifying the WT transfer function, the linear 
model of the network and defining an accurate tuning process. 
The use of a fuzzy logic controller (FLC) can overcome these 
problems and deal with the nonlinearities as well as time variances of 
the system without the need of an accurate model. In the case of WTs 
control, for example, inaccurate aerodynamic calculations, tolerance 
in mounting the turbine, dirt or ice on blades, time-varying 
aerodynamic parameters, and other unpredictable parameter variations 
can make fuzzy logic control preferable if compared to conventional 
control methods [134, 135]. The fuzzy controller presents many 
advantages if compared to a PI controller [136]: 1) it is easy obtaining 
variable gains depending on the error; 2) it is simple solving problems 
affected by uncertain models, 3) it gives fast convergence, 4) it is 
parameter insensitive, and accepts noisy and inaccurate signals. 
A FLC includes three blocks namely Fuzzification, Inference 
engine and Defuzification and is explained as follows.  
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5.6.1 Fuzzification 
 
Fuzzification is a procedure to process the input variables with 
membership functions (MFs) and determines the degree of input 
variables belonging to one of the fuzzy sets through MFs. In order to 
convert the value of input variables into a value between 0 and 1, MFs 
are used and can take random shapes such as Gaussian, Sigmoidal and 
Triangular shape curves. In fact, MFs should be selected in a proper 
way to reflect the input variables’ characteristics and meet the 
controller’s requirements. MFs’ overlapping is needed as it means 
more than one rule is fired at each time that is a main characteristic of 
a fuzzy controller.  
In the proposed fuzzy controller, as shown in Fig.5.9, the selection 
of the best MFs has been performed on the basis of a prior knowledge 
and on experimentation with the system and its dynamics. Moreover, 
in order to design the FLC, shrinking span MFs have been chosen: this 
guarantees smoother results with less oscillations, large and fast 
control actions when the system state is far from the set point, and 
moderate and slow adjustments when it is near to the set point. Thus, 
when the system is closer to its set point, the MFs, for those specific 
linguistic terms, have narrower spans. 
 
 
Fig.5.9. Fuzzy controller 
 
The type of MFs is frequently chosen to fit an expected input data 
distribution or clusters and can influence both the tracking accuracy 
and the execution time. Triangular, Trapezoidal, and Gaussian MFs 
are the common choice even if any convex shape can be adopted. In 
particular, for the proposed controller, Triangular and Gaussian MFs 
have been compared and Triangular has been selected as type of MFs 
for input and output variables. Although most researchers are inclined 
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to design the input/output MFs using equal span mathematical 
functions, these do not always guarantee the best solution. Among all 
the parameters associated with a FLC, MFs have a dominant effect in 
changing its performance. 
The proposed fuzzy controller presents three inputs: the error, the 
integral of error, and the measured reactive power at the PCC and two 
outputs that are the reference values for both the reactive and the 
active power production. The reference signal for the reactive power 
(Qref), varying in the range [-1 1], and the reference signal for the 
active power production (active power modulator), varying in the 
range [0 1] to decrease active power production and consequently 
increase the reactive power according eq. (5.15), both are sent by the 
fuzzy controller to the RSC of WTs.  
Before fuzzification, all the input and output variables except 
active power modulator are normalized by using their base values.  
The error is defined as the difference between the reference voltage 
(Vref) and the measured voltage at the PCC.  
The third input, the reactive power measured at the PCC, is used in 
order to determine when the active power modulator is required to be 
regulated by the fuzzy controller. 
Here, the fuzzy sets of the inputs and outputs assume the following 
names: “NVB”= Negative-Very-Big, “NB”= Negative-Big, “NM” = 
Negative-Medium, “NS” = Negative-Small, “ZE” = Zero, and so 
forth. Triangular MFs have been selected for the inputs and outputs as 
shown in Fig.5.10.  
 
5.6.2 Fuzzy Inference Engine 
 
The fuzzy inference engine consists of the operation process, 
fuzzy rule implication and aggregation process. The fuzzified input 
variables are processed with fuzzy operators and IF-THEN rule 
implementation. The output fuzzy sets for every rule are aggregated 
into a single output fuzzy set. Input fuzzy sets are related to a fuzzy 
rule by a logical AND operator. Although each rule may have various 
weights, all the rules used here have the same weight. 
Aggregation is the process to represent the outputs of each rule 
that is combined into a single fuzzy set. The input of aggregation 
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process is the output of fuzzy sets and its output is a fuzzy set for each 
output variable. The implementation of the fuzzy controller requires 
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(e) 
Fig.5.10. Membership functions of fuzzy controller. (a) Input signal error, (b) input 
signal integral error, (c) input signal reactive power measured at the PCC, (d) output 
reference reactive power, (e) output active power modulator 
 
The knowledge base has been coded in a set of rules consisting of 
linguistic statements linking a finite number of conditions with a finite 
number of conclusions. 
Such a knowledge can be collected and delivered by human 
experts and expressed by a finite number (r = 1, 2,…, n) of heuristic 
Multiple Input Single Output (MISO) fuzzy rules, is written as 
following form: 
( ) ( )
( ) ( )
:IF( ) AND ( )...





R x is A y is B
z is C u is U
                                         (5.16) 
where (r)iA , 
(r)
iB , ..., 
(r)
iC  are the values of linguistic variables 
(conditions) x, y, ...z, defined in the universes of discourse: X, Y, ..., Z, 
respectively, and (r)jU   is the value of independent linguistic variable 
u in the universe of discourse U. 
Inference rules for the proposed controller can be derived by the 
control surfaces and some of these rules are provided in Table 5.3. 86 
rules are used in order to design the fuzzy controller. Mamdani-based 
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system architecture is realized; Max-Min method is used in the 
inference engine.  
Considering that, for a given combination of the active and 
reactive power, the maximum reactive power that can be injected/ 
absorbed by a WT depends on both the power converter size and the 
generated active power; the maximum reactive power that the WT can 
inject/absorb can be increased by decreasing the generated active 
power according to eq. (5.15).   
 
Table 5.3 Rules of fuzzy controller 








1 NVB ~PS NVB NB B 
2 NVB ~PVB ~NVB NVB ZE 
3 NVB NVB ~NVB NVB VB 
4 NB NS ~NVB NVB M 
5 NM PM ~NVB NM ZE 
6 NS PS ~NS NS ZE 
7 ZE ZE ZE ZE ZE 
8 PS PVB ~PS PS ZE 
9 PVB NVB ~PB PB ZE 
~ means NOT 
 
It’s worth noting that the fuzzy controller identifies both the active 
and reactive power reference set points to send to the RSC of WTs 
described in Section 5.4. 
The proposed controller is designed in order to compensate the 
voltage at the PCC by injecting/absorbing the Qref to the RSC as well 
as by regulating the active power modulator. Note that both signals, 
i.e. Qref and active power modulator, are sent by fuzzy controller to the 
RSC.  The active power modulator is sent by the fuzzy controller to 
the RSC in order to decrease the injected active power with the aim of 
increasing the absorbed reactive power in the case of voltage swell.  
An easy understanding of the proposed fuzzy controller can be 
summarized as follows. 
1) If error is positive and integral of error is positive and reactive 
power measured at the PCC is positive, then Qref is positive and 
active power modulator is zero. In other words, in the case of 
voltage sag only Qref is sent by the fuzzy controller to the RSC in 
order to inject reactive power.  
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2) If error is negative and integral of error is negative and reactive 
power measured at the PCC is not NVB, then Qref is negative and 
the active power modulator is zero. In other words, in the case of 
voltage swell, when the absorbed reactive power is enough to 
decrease the voltage swell effects, there is no need to regulate the 
active power. 
3) If error is negative and integral of error is negative and reactive 
power measured at the PCC is NVB, both reactive and active power 
are regulated in order to decrease the voltage swell effects. In this 
case, when the Qref is not enough to compensate the voltage swell 
effects, the active power modulator is sent by the fuzzy controller 
to the RSC in order to decrease the active power, and consequently 
increase the absorbed reactive power according to eq. (5.15). 
Two fuzzy surfaces of the controller have been provided in Fig. 
5.11. As evidenced from Fig. 5.11 (b), in the case of voltage swell 
when the absorbed reactive power reaches 80% of its maximum value 
the active power is decreased by the fuzzy controller in order to 
increase the maximum reactive power that WTs can absorb. 
Moreover, it is used in combination with a protection system for 
disconnecting the WTs from the grid when the controller is unable to 
compensate the voltage variations. 
 
5.6.3   Defuzzification  
The input for the defuzzification process is a fuzzy set and the 
output is a single value. Here, the centroid method is used for 
defuzzification. It can be evidenced that the controller does not need a 
mathematical model of the system; however, an understanding of the 
control requirements is needed.  
 







Fig.5.11. Fuzzy surfaces of the controller 
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5.7 Case Study and Simulation Results 
 
A DFIG based WT, shown in Fig.5.4, has been considered [137]. 
In order to test the proposed controller three 9-MW WFs (6×1.5 MW 
WTs) connected to a real 25 kV weak distribution system, as shown in 
Fig.5.12, at buses 12, 16, and 35 are considered. The network is 
characterized by lines with high resistances and low X/R ratios. The 
base value for the power and voltage are 9 MVA, operating at power 
factor 0.9 lagging, and 575 V, respectively. According to the 
capability curve of the considered WFs, the limits of the reactive 
power that the WT can absorb or inject are about 8 MVar and 2.50 
MVar, respectively. Real wind data sets acquired by the Wind 
Engineering Research Field Laboratory [138] are considered. The 
wind speed time history consists of 17500 observations within 50 
seconds interval with sampling rate of 25 Hz. The wind profile and 
generated active power profile are shown in Fig. 5.13. 
In order to test the FRT capability of the WFs endowed with the 
proposed fuzzy controller considering minimum and maximum load, 
two different cases are studied for the following load conditions. 
 
   
Fig.5.12. 25kV weak distribution network 
 
 






Fig.5.13. (a) wind profile (m/s), (b) generated power (MW) 
 
5.7.1 Minimum load 
The total network loads are 18 MW and 12.5 MVAr assumed as 
minimum load. 
- Case study 1: a 30% voltage sag with a duration of 1 second 
starting at t=5, considering 
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i. three WFs at buses 12, 16 and 35, 
ii. two WFs at buses 16 and 35. 
- Case study 2: a 15% voltage swell with a duration of 1 second        
starting at t=5, considering  
i. three WFs at buses 12, 16 and 35, 
ii. two WFs at buses 16 and 35.  
 
A1)   Case study A1 
(i)- When the voltage drops by 30%, each WF injects reactive power 
during the voltage sag in order to help increasing the voltage to 0.725, 
0.730, and 0.741 p.u. for WF2, WF1 and WF3, respectively (see Fig. 
5.14(a)). 
The injected reactive power, as shown in Fig. 5.14 (b), varies 
between about 2.25 MVAr for WF3 to about 2.40 MVAr for WF2 
according to the voltages at the connection buses. According to 
Danish grid code, all WFs can successfully fulfill the FRT 
requirement and, consequently, remain connected to the grid. In order 
to evaluate the effectiveness of the proposed controller, both the case 
without any controller and with a classical PI controller as designed in 
[139] are evaluated. The results are given in Table 5.4. It can be 
evidenced that with the fuzzy controller, all WFs can successfully 
fulfill the FRT requirement and remain connected to the grid while 
with the PI controller only WF3 can successfully fulfills the FRT 
requirement and remain connected to the grid while WF1 and WF2 
disconnect. Moreover, without any controller all WFs disconnect. 
 















WF's situation  
1 0.745 Connected 0.698 Disconnected 0.688 Disconnected 
2 0.740 Connected 0.695 Disconnected 0.685 Disconnected 
3 0.715 Connected 0.715 Connected 0.691 Disconnected 
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                        (a) 
 
(b) 
Fig.5.14. (a) Voltage at the PCC, (b) reference reactive power at the PCC 
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According to Danish grid code, as shown in Fig.5.2, when voltage 
drops by 50%, the maximum reactive power can be injected (100% of 
the generation system rating) by DFIG converters. In the case of 30% 
voltage sag, the proposed controlled controller injects about 50% of 
maximum reactive power (2.5 MVAr) in order to compensate voltage 
sag effects that can meet the requirements of Danish grid code. Note 
that the proposed controller is able to compensate voltage sags with 
deeper magnitudes than those assumed in the abovementioned case 
study up to 80% and meet the requirements of Danish grid code 
according to Fig.5.1. 
(ii) In this case, only WF1 and WF3 are considered. The reactive 
powers injected by the WFs increase if compared to the previous case 
and only WF3 can fulfill grid code requirements and remain 
connected to the grid (see Table 5.5). 
 
Table 5.5 Results Obtained with proposed Controller in the case of 2 
WFs 
WF No. Voltage (p.u.) WF's situation 
1 0.690 Disconnected 
3 0.721 Connected 
 
A2)  Case study A2 
 (i) Considering three WFs during a 15% voltage swell, they absorb 
reactive power in order to help lowering the voltage as shown in 
Fig.14. The absorbed reactive power varies between about 7 MVAr 
for WF1 to about 8 MVAr for WF3, as shown in Fig.15 (a), according 
to the voltages at the connection buses. The voltage, as shown in Fig. 
14, at buses 16, 12, and 35 is about 1.060, 1.070, and 1.076 p.u., 
respectively. Moreover, when the absorbed reactive power reaches 
80% of its maximum value and is not enough for compensating 
voltage variations, the active power modulator is regulated in order to 
decrease the generated active power to increase the absorbed reactive 
power generated by WFs. Therefore, in order to increase the absorbed 
reactive power for compensating the voltage swell, the active power 
modulator is regulated in order to decrease the generated active power 
for increasing the absorbed reactive power generated by WFs (see Fig. 
15 (b)). The relation between measured reactive power, active power 
modulator and fuzzy controller surface is shown in Fig. 15. It is 
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evidenced that when the fault starts at t=5, for a period of 0.2 seconds, 
i.e. until 5.2 seconds, the absorbed reactive power is enough to 
compensate the voltage swell and the active power modulator is not 
regulated. According to Figs.5.16 (a), (b) and the fuzzy controller 
surface (Fig. 5.16 (c)), it can be observed that the active power 
modulator regulation starts at t=5.2s. The combined regulation of both 
active and reactive power generated by WFs allows in this case 
reducing the voltage swell effects. It can be observed in Fig.5.17 that 
the active power generated by the WFs during voltage swell is 
decreased by the fuzzy controller in order to increase the absorbed 
reactive power. In other words, when the absorbed reactive power 
reaches 80% of its maximum value, the active power is started 
decreasing by the fuzzy controller in order to increase the maximum 
reactive power that the WFs can absorb.  
According to Danish grid code all WFs can successfully fulfill the 
FRT requirement and, consequently, remain connected to the grid. In 
order to assess the effectiveness of the proposed controller, the 
performance of the fuzzy controller is compared with that of a PI 
controller as designed in [139] and without any controller. As shown 
in Table 5.6, with the PI controller, WF1 and WF2 can successfully 
fulfill the FRT requirement and remain connected to the grid while 
WF3 disconnects; moreover, without any controller all WFs are 
disconnected.  
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Fig.5.15. Voltage at the PCC 
 
 
Fig.5.16 (a) Voltage at the PCC, (b) measured reactive power at the PCC (c) fuzzy 
controller surface  
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Fig.5.17. Active power generated by WFs at the PCC 
 
Table 5.6 Results Obtained with PI Controller and Without Controller for All WFs 
WF 
No. 







1 1.056 Connected 1.085 Connected 1.112 Disconnected 
2 1.059 Connected 1.090 Connected 1.115 Disconnected 
3 1.067 Connected 1.111 Disconnected 1.125 Disconnected 
 
 (ii) When considering only WF1 and WF3, it can be observed that 
the reactive power absorbed by the WFs is increased if compared to 
the previous case, while more active power is reduced. For example 
for WF3, in case (i) the absorbed reactive power is about 7.8 MVAr 
while a reduction of about 55% of active power is achieved. In case 
(ii) these values are about 8 MVAr and 62%, respectively. According 
to Table 5.7, both WF1 and WF3 can successfully fulfill the grid code 
requirements and remain connected to the grid. Therfore, by 
increasing the number of WFs their probability of remaining 
connected is increased. 
Note that during the normal operation of network, the proposed 
controller is also able to compensate voltage constraints’ violiations. 
As shown in Fig.5.18, for WF2 the voltage drop is higher than the 
other WFs and therefore the reactive power injected by fuzzy 
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controller in order to compensate voltage sag effect is higher than the 
others. 
 
Table 5.7 Results Obtained with proposed controller in the case of 2 
WFs 
WF No. Voltage (p.u.) WF's situation 
1 1.071 Connected 
3 1.062 Connected 
 
 
Fig.5.18. (a) Voltage and (b) reference reactive power at the PCC during the normal 
operation 
 
5.7.2 Maximum load 
A total maximum load of 24 MW and 15 MVAr has been 
assumed. The same case studies investigated in section A for 
minimum load are also studied for maximum load.  
 
B1) Case Study B1 
 (i) When the voltage drops by 30%, each WF injects reactive power 
during the voltage sag in order to help increasing the voltage. The 
injected reactive power varies between about 2.35 MVAr for WF3 to 
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about 2.50 MVAr for WF2 according to the voltages at the PCC. By 
increasing the value of the loads, the voltage at the PCC decreases and 
the reactive powers injected by WFs increase. As shown in Fig.5.19, 
all WFs can fulfill the grid code requirements and can remain 
connected to the grid. 
 
 
Fig.5.19. Voltage at the PCC 
 
B2)  Case Study B2 
(i) Considering three WFs during a 15% voltage swell, the absorbed 
reactive power varies between about 6 MVAr for WF1 to about 7 
MVAr for WF3. A reduction of about 28% and 46% of active power 
is achieved for WF1 and WF3, respectively. According to Danish grid 
code, all WFs can successfully fulfill the FRT requirements and, 
consequently, remain connected to the grid.  
(ii) In this case, both WF1 and WF3 can fulfill the grid code 
requirement and remain connected to grid.  
 
5.8 Discussion and Conclusion 
 
This chapter proposed a fuzzy controller for improving FRT 
capability of variable speed WTs; it is designed in order to 
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compensate the voltage at the PCC by controlling both the reactive 
and active power generated by WFs. The FRT capability improvement 
considering both voltage sag and voltage swell effects is investigated 
considering Danish grid code. The proposed method is able to 
simultaneously regulate active and reactive power during voltage 
variations. During voltage sag only the reactive power is injected by 
using the controller in order to improve the voltage sag effects while 
during a voltage swell, when the absorbed reactive power is not 
enough, the active power generated by WFs is decreased by using the 
active power modulator that is sent by fuzzy controller to the RSC to 
increase the absorbed reactive power. In this case, according to both 
the WTs’ power curve and capability curve, the WFs will not generate 
the maximum active power. 
The novelty of the proposed fuzzy controller includes 
simultaneously considering active and reactive power regulation, for 
example, during a voltage swell, the absorbed reactive power is not 
adequate to lower the voltage at the PCC within its statutory limits, 
and the reference signal for the active power production is decreased 
by the fuzzy controller in order to increase reactive power. In this case 
the WTs will not generate the maximum active power according to the 
WTs’ power coefficient, but this will determine two positive effects of 
the voltage regulation at the PCC: firstly, within the limited size of the 
power converters of DFIGs, the active power reduction will allow 
increasing the maximum reactive power that can be absorbed by WTs. 
Furthermore, in medium voltage weak networks with long feeders 
characterized by a high R/X ratio, the active power reduction can also 
increase the voltage drop on the feeders thus contributing to lower the 
voltage at the PCC. 
In the previous research works, authors have investigated the FRT 
capability improvement only considering voltage sag while in this 
chapter the voltage swell effect is also considered to investigate FRT 
capability improvement according to Danish grid code. 
The performances of the proposed fuzzy controller were analyzed 
for both voltage sags and swells considering different load values as 
well as different numbers and locations of WFs. The performances of 
the proposed controller were compared with a previously designed PI 
controller in SymPowerSystems toolbox of MATLAB [139]. The 
results revealed that the performances of the proposed controller are 
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better than those of the PI controller for both compensating voltage 
sag and swell effects. In other words, with the proposed controller all 
the WFs in different cases fulfill the FRT requirement and remain 
connected to the grid while with the PI controller in some cases WFs 
cannot fulfill the FRT requirement. Note that during the normal 
operation of the network (without faults), the proposed controller is 


















In this thesis, several aspects of planning, management and control 
of renewable energy source based distribution systems are 
investigated. The contents of the thesis consist of the following topics: 
 
6.1.1 Planning of distribution network            
 
 
6.1.2 Deterministic methods 
 
6.1.3 Modeling uncertainties of load and wind as well as the 
correlation among different wind speeds by using time 
series analysis. 
6.1.4 Providing a hybrid optimization method for wind power 
investment in distribution level by using market-based 
OPF and GA/PSO within a DNO acquisition market 
environment. 
6.1.5 Maximizing NPV related to the investment made by 
WTs’ developers and SW over a target year. 
6.1.6 Minimizing annual energy losses from the point of view 
of DG-owning DNOs and maximizing SW over a target 
year. 
6.1.7 Using the GA/PSO to choose the optimal size and the 
market-based OPF to determine the optimal number of 
WTs. 
 
6.1.2 Probabilistic methods 
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6.1.2.1  Providing a probabilistic methodology for assessing the 
SW and the amount of wind power that can be injected 
into the grid as well as the impact of wind power 
penetration on LMPs throughout the network within 
market environment considering uncertainties. 
6.1.2.2  Modeling uncertainties due to the stochastic nature of 
wind as well as the volatility of WTs’ offer price and 
quantity through MCS approach. 
6.1.2.3  Maximizing the social welfare by using market-based 
OPF considering different combinations of load demand 
and wind generation over a year. 
6.1.2.4   Providing a tool for DG-owning DNOs to better 
allocate WTs by considering cost reduction and 
consumers’ benefits. 
 
6.1.3 Management and control of distribution networks 
 
6.1.3.1 Designing a fuzzy controller to improve FRT capability 
of DFIG based WTs according to Danish grid code. The 
controller is designed to compensate the voltage sags and 
swells at the PCC by simultaneously controlling the 
reactive and active power generated by WTs. 
 
 
6.2    Conclusions 
 
In this thesis, deterministic and probabilistic methods are 
developed for optimal planning of distribution networks with 
integration of WTs within a market environment.  
 With regards to the deterministic methods, hybrid optimization 
methods for optimal allocation of WTs from viewpoints of DG-
owning DNOs and WTs’ developers respectively for jointly 
minimizing annual energy losses and maximizing SW as well as 
maximizing NPV and SW are proposed:  
(i) The method jointly minimizes the annual energy losses and 
maximizes the SW considering different combination of wind 
generations and load demands to determine the optimal locations, 
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sizes and numbers of WTs to be allocated at candidate buses. The GA 
is used to select the optimal locations and sizes among different sizes 
of WTs while the market-based OPF is used to determine the optimal 
number of WTs. DNO acts as the market operator of the DNO 
acquisition market that estimates the market clearing price and the 
optimization process for the active power hourly acquisition. The 
stochastic nature of both load and wind is modeled by hourly time 
series analysis. The method is also able to model the correlation 
among wind resources, i.e. for each range of generation capacity of 
the first wind profile, a layer with the coincident hours of 
demand/generation can be created for the second wind power profile. 
The method can help DNOs to assess the performance of the 
network and to plan the WTs integration into distribution networks. 
Simulation results confirmed the capability and effectiveness of the 
proposed method in optimally siting and sizing of WTs in distribution 
networks.   
(ii) The method combines the PSO and the market-based OPF to 
jointly maximize the NPV associated to investment made by WTs’ 
developers and the SW in DNO acquisition market environment. The 
PSO is used to select the optimal sizes among different sizes of WTs 
while the market-based OPF to determine the optimal number of WTs 
in order to maximize the SW considering network constraints.  
The presented case study highlighted that WTs’ developers by 
optimally allocating WTs at buses with the highest LMPs can both 
improve their profits and increase consumers’ benefits by energy cost 
reduction, power losses decrease and network constraint alleviation. 
With regards to probabilistic methods, a probabilistic method to 
evaluate the effect of WTs integration into distribution networks 
within market environment was proposed. Combined MCS and 
market-based OPF are used to maximize the SW considering different 
combinations of wind generation and load demand.  
The method can be utilized as a simulation tool to study the 
probabilistic SW and the impact of wind power penetration on LMPs 
throughout the network. Furthermore, it characterizes how LMP 
changes by increasing wind power penetration. It also can be used as a 
tool for DNOs to approximate the amount of wind power that can be 
injected into the network taking into account cost reduction and 
consumers’ benefits. 
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The proposed probabilistic method can help DNOs to evaluate the 
performance of the network and to plan the WTs integration into 
distribution networks. Furthermore, it can help DG-owning DNOs to 
make better decisions to allocate WTs by using a more efficient 
method. The method can help DNOs to evaluate the impact of wind 
power penetration into the network in terms of both technical and 
economic effects. 
Regarding the control and management of distribution networks, a 
fuzzy controller for improving FRT capability of WTs is designed to 
compensate the voltage sags and swells at the PCC by controlling both 
the reactive and active power generated by WFs. The FRT capability 
improvement is investigated considering Danish grid code. The 
proposed method is able to simultaneously regulate active and reactive 
power during voltage variations. During voltage sag only the reactive 
power is injected by using the controller in order to improve the 
voltage sag effects while during a voltage swell, when the absorbed 
reactive power is not adequate, the active power generated by WFs is 
decreased by using the active power modulator that is sent by fuzzy 
controller to the RSC to increase the absorbed reactive power. In this 
case, according to both the WTs’ power curve and capability curve, 
the WFs will not generate the maximum active power but it has 
positive effects on voltage regulation at the PCC, i.e. within the 
limited size of the DFIG converters, the reduction of active power 
increases the maximum reactive power absorbed by WTs.  
The simulation results showed that the performances of the 
proposed controller are better than those of the previously designed PI 
controller for both compensating voltage sag and swell effects. The 
proposed controller is also able to compensate bus voltage during 
normal operation when its constraints are violated.  
 
6.3 Future Works 
 
During the process of the research work, a number of interesting 
and promising research topics are identified. These research topics 
may deserve a further investigation in the future: 
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1) Modeling the correlation among different wind speeds by using 
autoregressive integrated moving average (ARIMA) method.   
2) Developing the proposed hybrid deterministic methods in 
active networks and smart grids by using active network 
management schemes such as coordinated voltage control 
(CVC) and power factor control (PFC) within market 
environment.  
3) Developing the proposed probabilistic method active networks 
by using CVC and PFC schemes considering also the 
correlation among different wind speeds.  
4) Utilizing bilevel optimization and other efficient approaches 
such as mixed integer programming. 
5) Study the reliability issues of distribution systems considering 
wind and load uncertainties within market environment. 
6) Extending the proposed FRT approach for active distribution 
network and smart grids by applying active management 
schemes. 
7) Developing other advanced control methods such as nonlinear 
and digital control techniques to improve FRT capability in 
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